
W BEAM TYP
(SEE PLAN)

4'-6"

3
"

(0'-0")

T/HSS GIRT

(SEE PLAN)

T/HSS GIRT

(SEE PLAN)

3
'-
0
"

CL
POST

PROVIDE BASE PLATE,
BOLTS AND STIFF PLS
PER TYP DETAIL DWG S3.1

HSS POST
(SEE PLAN)

W.P.

SCREEN WALL
(SEE PLAN)

STL ROOF DECK
(SEE PLAN)

PIPE5xxS BENT BRACED
FRAME (SEE PLAN)

HSS GIRT (SEE PLAN, TYP)
PROVIDE FIELD BOLTED END
PLATE SPLICE WHERE SHOWN
ON PLAN AND PER TYP DETAIL

1/4
TYP

1

1

T/PIPE (+1'-6")

PIPE5xxS AT BASE
(TYP AT ROOF
SCREENS)

HSS/PIPE SPLICE (TYP)

W BEAM
(SEE PLAN)

3
"

T/HSS

(SEE PLAN)

T/HSS

(SEE PLAN)

CL
POST

PROVIDE BASE PLATE,
BOLTS AND STIFF PLS PER
TYP DETAIL DWG S3.1

HSS POST
(SEE PLAN)

SCREEN WALL
(SEE PLAN)

STL ROOF DECK
(SEE PLAN)

HSS GIRT (SEE PLAN) TYP.
PROVIDE FIELD-BOLTED END-
PLATE SPLICE WHERE SHOWN
ON PLAN AND PER TYP DETAIL

1/4

1/4
TYP

TYP
 HSS SPLICE DETAIL

1 1/2" 4"

7"

1
 1

/2
"

7
"

1
0
"

1/4
TYP

1/4

1'-0"

PROVIDE 1/4" GAP MAX FOR
ADJUSTMENT, W/ 3"x3" GALV
PUNCHED STEEL SHIMS

HSS BEAM
(SEE PLAN)

PL 1x8x1'-4" W/(4)-3/4" Ø GALV
A325 BOLTS

END PL 1/2x7x0'-10" W/(4)-
3/4"Ø GALV A325 BOLTS

PIPE5xxS AT BASE OF HSS6x6
PIPE10xS AT BASE OF HSS10x6

HSS/PIPE SPLICE (TYP) W/(4)-3/4'"Ø GALV
A325 BOLTS (TYP)

HSS GIRT
(SEE PLAN)

HSS BRACE
(SEE PLAN)

1/4

1/4

1/4

3/4" GUSSET PL

1/2" CONN PL W/(2)
3/4" Ø A325 BOLTS

1/2x6x0'-6" CAP PL

1 1/2"

3"

1/4

REF

1'-7"± (CURTAINWALL)
1'-5" (BRICK PIER @ COL)

T/LEVEL 2

(SEE PLAN)

TAPERED WT10.5
(MATCH HSS DEPTH)

CURVED HSS10x6x1/4

CURVED
HSS6x2x1/4

EPICORE ER3.518 ROOF
DECK (OR PRE-APPROVED
EQUIVALENT, SEE ARCH)

3/4"Ø STEEL ROD W/STD CLEVIS &
1/2" SHAPED GUSSET PL EA END.
COORD PL LOCATIONS W/ARCH.

W BEAM
(SEE PLAN)

HSS10x6x1/4 COL STUB
(CONSTRUCT BRICK
AROUND STUB)

T/STL EL

2
'-
0
"

2'-0"5'-4"

1/4

CJP

COORD CANOPY
COATING W/ARCH

ERECTION ANGLE (AS REQD)

3/8" WEB STIFFENERS E.S.,
FULLY WELDED

1
'-
1
0
"

1/4

GRIND ALL
WELDS
FLUSH

T/STL EL

BENT PL POUR STOP (SEE
SECT 4/S3.3), VERIFY EDGE OF
POUR STOP W/ARCH AT
CONTINUOUS CURTAINWALL.

1/4
TYP

ALIGN
FLUSH CLOSURE PL

A
R

C
H

S
E

E

TYP

VARIESSEE PLAN FOR E.O.D.

HSS (SEE PLAN)

5/16
3 SIDES

R.D

CONNECTOR ROOF
T.O.S.

(SEE PLAN)

LOW ROOF

(SEE PLAN)

3
"

1
'-
5
"

HSS (SEE PLAN)

STL ROOF DECK
(SEE PLAN)

STL ROOF DECK
(SEE PLAN)

3/8" RADIUS BENT PLATE

STRAIGHT L6x4x5/16 DECK
SUPPORT, SEE ARCH FOR
CURVED FASCIA

HSS6x4x1/4

1/4 2-12

1/4 2-12

SECTION AT COLUMN

VARIES (SEE PLAN FOR E.O.D.)

3/8x6x0'-6" STIFF
PL (TYP E.S.)

T/STL EL

(SEE PLAN)

T/STL EL

(SEE PLAN)

5/16
1/4

CAP TO
COL

5/16

1
'-
5
"

3
"

C
L
R

1
 1

/2
"

1/2"

9"

1/2"

1
'-
0
"

1/2" SHAPED PLATE

6
"

1 1/2" (TYP)

TOP CONNECTION

HSS (SEE PLAN)

HSS OUTRIGGER
(SEE PLAN)

W BM (SEE PLAN)

9
"

1/2" SHAPED PLATE

(6)-3/4"A325 S.C.
BOLTS  @ BM GA.

1'-2"

MIDDLE CONNECTION

HSS (SEE PLAN)

HSS OUTRIGGER
(SEE PLAN)

W BM (SEE PLAN)

C
L
R

1
 1

/2
"

1/2"

9"

1/2"

1
'-
0
"

1/2" SHAPED PLATE

BOTTOM CONNECTION
HSS (SEE PLAN)

HSS OUTRIGGER
(SEE PLAN)

CAP TO
COL

5/16 12
TYP

1/4

5/16

5/16 12
TYP

5/16

SEE SECTION 2/S3.5 FOR
ADDITIONAL INFORMATION
NOT SHOWN
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P
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V
ID

E

SHEAR TAB OMITTED
FOR CLARITY

W10

W
1
0

W
1
0

TYP

WT4x14x0'-6"
SHEAR CONN

1/4" CAP PL,
FULLY WELDED

3/8" SHEAR PL TAB
(TYP)

3/8" BENT PL (SEE
SIM SECT 2/S3.4 FOR
ADDL INFO)

BENT PL
SPLICE AT
JOINT (TYP)

REF

REF

COORD CURVED
FASCIA W/ARCH

W BEAM (SEE PLAN)

REF

T/STL EL

(SEE PLAN)

STL ROOF DECK
(SEE PLAN)

CURVED HSS (SEE
PLAN)GALV L6x4x3/8 R.A.

(SEE TYP DETAILS).

B/R.A. EL

(COORD W/ARCH)

CFMF (BY OTHERS)

T/STL EL

(SEE PLAN)

W BEAM (SEE PLAN) W/3/8" R.A.
CONN PL @ 4'-0" O.C. MAX

STL ROOF DECK
(SEE PLAN)

FULL DEPTH SHEAR CONN
(TYP OVER CURTAINWALL)1/4

SOFT JOINT

VARIES

CONT 3/8" BENT PL (SEE
SIM DET B/S3.5 & SECT
2/S3.4 FOR ADDL INFO)

W/ARCH

COORD

1/4 2-8
TYP

3
"

4"

R.A

VARIES

(COORD W/
CURVED FASCIA)

CURVED H.D. GALV L6x4x5/16
R.A. W/ PRIMED L4x3 1/2x5/16
VERT. (SEE TYP R.A. SECTIONS
& DETAILS FOR ADDL INFO).
COORD R.A. LOC W/ARCH.

2

A.A

T/STL EL

(SEE PLAN)

FULL DEPTH SHEAR CONN (TYP)

PRECAST
(SEE ARCH)

VARIES

1/4" BENT PL

H.D GALV L6x4x5/16 R.A.
(SEE TYP R.A. SECTIONS &
DETAILS FOR ADDL INFO).
COORD R.A. LOC W/ARCH.

3/8x6 VERT R.A. CONN
PL W/3/8" WEB STIFF PL
@ 4'-0" O.C. MAX

2
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FRAMING SECTIONS & DETAILS

Package 2 - Foundations and Structural Steel

The Park Danforth

Owner

77 Stevens Ave, Portland, ME 04103

SECTION
 3/4" = 1'-0" S1.6C

4 SECTION
 3/4" = 1'-0" S1.2B

5

DETAIL
 3/4" = 1'-0" S1.2B

A

SECTION
 3/4" = 1'-0" S1.2C

1 SECTION
 3/4" = 1'-0" S1.2B

2

SECTION
 3/4" = 1'-0" S1.2B

3

DETAIL
 3/4" = 1'-0" S1.2B

B

SECTION
 3/4" = 1'-0" S1.2B

6 SECTION
 3/4" = 1'-0" S1.2B

7

NO. DESCRIPTION DATE
2 GENERAL REVISIONS 06-25-15

SECTION
 3/4" = 1'-0" S1.2B
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