
LEVEL 1
128' - 3 5/8"

E.2

WALL ASSEMBLY TYPE 1 (FACING
BRICK - SEE ELEVATIONS FOR
COLOR) - REFERENCE WALL
SECTION J1/A3.1

07 25 00  - MEMBRANE FLASHING
04 20 00  - WALL DRAINAGE BAFFLE

04 20 00  - WEEP HOLES

05 40 00  - SILL BARRIER

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED FIREPROOFING

MI
N.2"

10
"

05 31 00  - POUR STOP (S)
07 84 00  - SAFING INSUL

ROOF ASSEMBLY TYPE 4 (ROOF
PAVER) - REFERENCE WALL
SECTION J7/A3.1

05 12 00  - STL  ANGLE (S)

1' - 5"

05 40 00  - CFMF TRACK
05 40 00  - SILL BARRIER

E.O.D.
7"

07 54 00  - FLEXIBLE FLASHING

07 62 00  - ALUM FLASHING

07 54 00  - VAPOR RETARDER

LEVEL 5
171' - 5 5/8"

E.2

WALL ASSEMBLY TYPE 1 (FACING
BRICK - SEE ELEVATIONS FOR
COLOR) - REFERENCE WALL
SECTION J1/A3.1

ROOF ASSEMBLY TYPE 4 (ROOF
PAVER) - REFERENCE WALL
SECTION J7/A3.1

SHIPLAP AT DEFLECTION JOINT

04 20 00  - CAVITY VENT

07 21 00  - RIGID CAVITY WALL INSUL BD

07 25 00  - TRANSITION MEMBRANE

05 40 00  - CFMF 3-5/8" STUD

05 40 00  - CFMF PLATE

07 90 05  - SEALANT & BACKER
07 42 64  - MCM PANELS

05 40 00  - FRAMING CLIPS FOR
FIREPROOFING

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

05 40 00  - CFMF DEFLECTION HEAD
- MAINTAIN 3/4" GAP

05 40 00  - GYP SHEATHING

07 42 64  - ZEE-CLIP

1' - 5"

07 21 00  - SAFING INSUL

07 42 64  - MTL FRAMING
07 25 00  - TRANSITION MEMBRANE

LEVEL 5
171' - 5 5/8"

E

MI
N.

1 1
/8"

3/4
" M

IN

1' - 5"

06 10 54  - PT PLYWOOD

06 10 54  - PT  WD BLOCKING

07 25 00  - TRANSITION MEMBRANE

07 54 00  - MEMBRANE ROOF - MECH FASTEN

07 62 00  - ALUM COPING

07 90 05  - SEALANT

04 20 00  - 2-PIECE CAP FLASHING

07 54 00  - TERMINATION BAR

04 20 00  - WEEP HOLES

07 54 00  - COVERBOARD

07 54 00  - CANT

07 25 00  - MEMBRANE FLASHING

05 12 00  - STL  RELIEVING ANGLE(S)

05 12 00  - STL  CHANNEL (S)

07 81 00  - SPRAY APPLIED FIREPROOFING

07 21 19  - FOAMED-IN-PLACE INSUL

07 62 00  - ALUM FLASHING

ROOF ASSEMBLY TYPE 4 (ROOF
PAVER) - REFERENCE WALL
SECTION J7/A3.1

05 51 00  - STL GUARDRAIL MULLION - 1/2" x 4" PLATE

05 51 00  - STL  HANDRAIL - 1.66" O D  PIPE

05 51 00  - STL GUARDRAIL POST - 3/8" x 2" PLATE

3' 
- 6

"

05 40 00  - GYP SHEATHING

07 25 00  - MEMBRANE FLASHING

05 12 00  - STL  BEAM (S)

05 12 00  - STL  BENT PLATE(S)

07 42 64  - MCM PANELS

LOCK SEAMED TO CAP FLASHING,
LAP 1" @ JOINTS

CONT. SEAL ALONG TOP

05 12 00  - STL TUBE (S)

05 40 00  - FRAMING CLIPS FOR
FIREPROOFING

05 40 00  - CFMF 3-5/8" STUD 07 25 00  - TRANSITION MEMBRANE

07 21 00  - RIGID CAVITY WALL INSUL BD

07 54 00  - FLEXIBLE FLASHING
07 84 00  - SAFING INSUL
07 84 00  - FIRESTOP
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LEVEL 1
128' - 3 5/8"

E

32 14 13  - PRECAST UNIT PAVER
31 23 15  - SAND  (C)

SEE CIVIL DRAWINGS FOR
LANDSCAPE PLANS

07 81 00  - SPRAY APPLIED
FIREPROOFING

1' - 5"

31 23 15  - FILTER FABRIC  (C)
32 14 13  - METAL LANDSCAPE
EDGING

07 25 00  - TRANSITION MEMBRANE

07 62 00  - ALUM FLASHING

06 10 54  - PT  WD BLOCKING

ROOF ASSEMBLY TYPE 4 (ROOF
PAVER) - REFERENCE WALL
SECTION J7/A3.1

07 54 00  - FLEXIBLE FLASHING

07 25 00  - TRANSITION MEMBRANE

07 54 00  - MEMBRANE ROOF -
ADHERED

LEVEL 1
128' - 3 5/8"

3' 
- 6

"
2' 

- 2
 7/

8"

3 1
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3 1
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1/2
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2' 
- 2

"
1/2

"
3 1
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E.O.D.
5" 6"

7" 4"

2' 
- 0

"
3/4

"
2 1

/8"

07 42 64  - MCM PANELS

06 10 54  - PT  WD BLOCKING

05 50 00  - STL  ANGLE - GALV

07 62 00  - ALUM FASCIA

07 25 00  - TRANSITION MEMBRANE

07 54 00  - FLEXIBLE FLASHING

05 40 00  - GYP SHEATHING

05 31 00  - POUR STOP (S)

05 40 00  - CFMF 3-5/8" STUD

05 51 00  - STL BALCONY GUARDRAIL

05 40 00  - FRAMING CLIPS FOR
FIREPROOFING

07 81 00  - SPRAY APPLIED
FIREPROOFING

SCUPPER BEYOND

05 51 00  - STL GUARDRAIL POST -
3/8" x 2" PLATE

05 51 00  - STL  HANDRAIL - 1.66" O D
PIPE

05 51 00  - STL GUARDRAIL MULLION
- 1/2" x 4" PLATE

05 51 00  - STL BALUSTERS - 1/4"
RND - 4" OC

05 12 00  - STL  BEAM (S)

32 14 13  - PRECAST UNIT PAVER

?
03 30 00  - CONC  SLAB-ON-DECK (S)

SHIM SPACE 3" X 3" X 1/4" @ 4'-0" O.C. MAX.

07 25 00  - SPRAYED COATING MEMBRANE
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WALL SECTION DETAILS

CONFORMANCE SET

RENOVATIONS AND
ADDITIONS

The Park Danforth

777 Stevens Ave
Portland, ME 04103

 3" = 1'-0"A3.12
X-37 EXTERIOR WALL SECTION 3 - Callout 1

 3" = 1'-0"A3.12
X-48 SECTION DETAIL

 3" = 1'-0"A3.12
G6 ROOF DECK PARAPET DETAIL

 3" = 1'-0"A3.12
J6 EXTERIOR WALL SECTION 3 - Callout 2

 3" = 1'-0"A3.12
G10 GARAGE RAILING DETAIL
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