
CONT L3x3x1/4 W/1/2"Øx4" LG
HEADED STUD ANCHORS @24"
O.C. MAX (DISCONTINUE AT
PIERS & BEAM POCKETS ONLY).

4#5 CONT

#5@12" O.C.

T/FTG EL

(SEE PLAN)

W BEAM
(SEE PLAN)

4'-0"

2'-0" 1'-0" 1'-0"

1
'-
0
"

T/SLAB EL

(SEE PLAN)

3/8" STIFF PL @4'-0"
O.C. MAX (FULLY
WELDED

CONC SLAB ON STL
DECK (SEE PLAN)

CONC SLAB ON
GRADE (SEE PLAN)

T/SLAB EL

(SEE PLAN)

REF

10 1/4"

(SEE PLAN)

VARIES

CONT L5x5x3/8
(SHOP WELDED

T/SLAB EL

(SEE PLAN)

NOTE: WALL REINF AND
ADDL INFO, SEE SECT 1/S2.2

CONC SLAB ON
GRADE (SEE PLAN)

7"

G.C. NOTE: DO NOT BACKFILL
FOUNDATION WALL GREATER THAN
1/3RD HEIGHT UNLESS FIRST FLOOR
FRAMING, SLAB & INTERIOR
BACKFILL ARE IN PLACE OR WALL
SHORING (B.O.) INSTALLED (TYP).

#3x48" @24" O.C. ACROSS
JOINT (BEND IN FIELD)

#3@24" O.C.

24"

24"

CONSTRUCTION/
CONTRACTION JOINT

CONT L3x3x1/4 W/1/2"Øx4" LG
HEADED STUD ANCHORS @
24" O.C. MAX.

REF

NOTE: WALL REINF AND
ADDL INFO, SEE SECT 1/S2.2

CONT  L4x4x3/8 W/3/4"Øx4"
HILTI KWIK HUS-EZ @24"
O.C. MAX IN 13/16"Ø LONG
SLOTTED HORIZ HOLES.

6" 3"

CONC SLAB ON STL
DECK (SEE PLAN)

T/SLAB EL

(SEE PLAN)
T/SLAB EL

(SEE PLAN)

7
"

W14 W/CONT
L5x5x3/8 SEAT

T/SLAB EL

(SEE PLAN)

CONC SLAB ON STL
DECK (SEE PLAN)

REF

T/SLAB EL

(SEE PLAN)

C.J.

1'-2"

3/8" FULLY WELDED
STIFF PL @48" O.C.
MAX

STL DECK
(SEE PLAN)

CAST IN PLACE CONC
RAMP (COORD EXTENTS
W/ARCH DWGS)

T/WALL EL

(SEE PLAN)

REF

CONC SLAB ON STEEL
DECK (SEE PLAN)

T/SLAB EL

(SEE PLAN)

WALL SYSTEM
(SEE ARCH)

6"

6"

1'-0"

1'-0 1/4"

T/SHELF EL

(SEE PLAN)

SEGMENTED L4x4x3/8
W/3/4"Øx4" HILTI KWIK HUS-EZ @
24" O.C. MAX IN 13/16"Ø LONG
SLOTTED HORIZ HOLES. (MIN (2)
ANCHORS PER L4 SEGMENTS).

T/WALL EL

(SEE PLAN)

NOTE: WALL REINF AND
ADDL INFO, SEE SECT 1/S2.2

T/FTG EL

(SEE PLAN)

REF

CONC SLAB ON
GRADE (SEE PLAN)

RIGID INSUL (SEE ARCH)
(TYP)

T/SLAB EL

(SEE PLAN)

#4@12" O.C. E.F. HORIZ

#4 @48" O.C. E.F. VERT

WALL SYSTEM
(SEE ARCH)

6" 6"

U
.N

.O
.

8
"

4
'-
6
" 

(M
IN

)

1
'-
0
"

2'-4"

8" 1'-0" 8"

3#5 CONT

1'-0 1/4"

T/SHELF EL

(SEE PLAN)

(AT R.D & R.11 LINES))
1'-2 1/4" @ PIPE8xS

T/FTG EL

(SEE PLAN)

REF

T/SLAB EL

(SEE PLAN)

REINF CONC PIER (SEE
PIER DETAILS THIS DWG)

WALL SYSTEM
(SEE ARCH)

6"

U
.N

.O
.

8
"

4
'-
6
" 

(M
IN

)

1
'-
0
"

1'-0 1/4"

T/SHELF EL

(SEE PLAN)

STL COL (SEE PLAN)

CONC SLAB ON
GRADE (SEE PLAN)

SLAB BONDOUT
AT COL

FOR FTG SIZE &
REINF (SEE PLAN)

(AT R.D & R.11 LINES)
1'-2 1/4" @ PIPE8xS (2) PIPE 4STD

COATED (SEE ARCH)

REF

SEE BASE PL
DETAILS, DWG S3.2

1/4
TYP

T/CLOSURE PL

(SEE PLAN)

REINF CONC PIER
(SEE DETAILS)

FIELD BEND

5"CONC SLAB W/#3@18"O.C.
E.W.PROVIDE BROOM FINISH,
TOOLED EDGES & SLOPE TO
DRAIN (MATCH SURROUNDING
SITE CONC)

8
"

#4x4'-0"@18"O.C.

4#6 VERT

NOTE: FOR FTG SIZE &
REINF, SEE SCHEDULE.

8" 6" 1'-8" 6" 8"

4'-0"

1
'-
0
"

FIN GRADE (SEE
SITE DWGS)

(SEE ARCH)

#3 TIES (3)@3"O.C.
TOP, BALENCE @
12"O.C.

T/PIER EL

T/SLAB EL

2
'-
0
"

1
'-
0
 3

/4
"

1/8

SEAL WELD &
GRIND
SMOOTH (TYP)

PL 1/4x14x1'-2"
(EASE EDGES)

6
"

5" CONC SLAB ON GRADE
W/#3 @ 18" O.C. E.W.
PROVIDE BROOM FINISH,
TOOLED EDGES & SLOPE
TO DRAIN (MATCH
SURROUNDING SITE CONC)

T/SLAB EL

(SEE PLAN)

SEE SECT 5/S2.3
FOR ADDL INFO

2#4 TOP & BOT

SEE TYP SLAB
DETAIL AT DOOR

BENT #4 @ 18" O.C.

8
"

(COORD W/
SITE DWG)

8"

#4x10" DWL @
18" O.C. DRILL
& EPOXY W/4"
EMBED

3'-6"

RIGID INSUL (SEE ARCH)

8
"

COORD SLAB JT TO BE
BELOW THRESHOLD &
PROVIDE 1/2" RIGID INSUL

REF

2'-0"

8" 8" 8"

1
'-
0
"

3
'-
6
" 

(M
IN

)

#4 @48" O.C. VERT

2#5 CONT

24"

24"

EX FDN WALL & FTG

REF

T/EX SLAB EL

(SEE PLAN)

EX CONC SLAB ON
GRADE (SEE PLAN)

T/FTG EL

(V.I.F.)

STL COL (SEE PLAN)

T/FTG EL (MATCH EXIST

BOT OF FTG EL)

CONC SLAB ON
GRADE (SEE PLAN)

T/SLAB EL

(SEE PLAN)

REINF CONC PIER (SEE
PIER DETAILS DWG S2.4)

SLAB BONDOUT
AT COL

FOR FTG SIZE &
REINF (SEE PLAN)

NOTE: UNDERMINE EDGE OF EXIST
WALL FTG MIN AMOUNT, TO PLACE
NEW FTG. USE HAND TOOLS
BELOW EXIST FOUNDATION.
MAINTAIN UNDISTURBED SOIL
BELOW NEW FOOTING. POUR
AGAINST SOIL WHEN BELOW
EXIST.

(2)#4x0'-8" LG @12" O.C.
DRILL & EPOXY INTO
EXIST FDN WALL W/4"
EMBED (TYP)

SAWCUT & REMOVE
EXIST FOOTING AS
REQD AT NEW PIER
LOCATION ONLY

GRIND/PATCH/LEVEL
T/EXIST WALL AS REQD

T/SLAB EL

(SEE PLAN)
T/SHELF EL

(SEE PLAN)

CONT #4

CONC SLAB ON
GRADE (SEE PLAN)

#4 x24" @36" O.C. DOWEL
DRILLED AND EPOXIED INTO
EXIST CONC (4" EMBEDED)

EXIST FDN SLAB & WALL

1'-0"

5 1/2"

8
"

CLHSS3x3x1/4

R.A

2
'-
4
"

1 3/4"

PIPE COL BEYOND

EMBEDED PL 1/2x5x0'-5" W/
(2) 1/2"Ø X6" HEADED
STUDS

SEE SECT 5/S2.3 FOR ADDL INFO

3/16
3 SIDES

CURVED L4x4x3/8
PRIMED (SPLICE AT
HSS POSTS OR
COLUMNS)

L4

TYP

BENT PL SHIM
7/16x4x0'-8"

AT PIPE COLUMNS

R.A

4
"

PLAN AT PIPE
COLUMNS

REF

CONC SLAB ON STEEL
DECK (SEE PLAN)

T/SLAB EL

(SEE PLAN)
T/SLAB EL VARIES

(SEE PLAN)

CONT 1/4" BENT
CLOSURE PL

3"

V
A

R
IE

S

3/16 1-8

7"

T/FTG EL

(SEE PLAN)

CONC SLAB ON
GRADE (SEE PLAN)

T/SLAB EL

(SEE PLAN)

#4@12" O.C. E.F. HORIZ

#5 @16" O.C. E.F. VERT

1
'-
0
"

3'-0"

1'-0" 1'-0"

3#5 CONT

2
'-
6
"

12" CMU W/2#5@16" O.C. VERT.
PROVIDE CONT BOND BEAMS W/2#5
AT MID-HEIGHT & AT TOP OF WALL.

2#5x60" DWLS @16" O.C. W/30" EMBED.
NOTE: EPOXY DWLS NOT PERMITTED.
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FOUNDATION SECTIONS & DETAILS

CONFORMANCE SET

The Park Danforth

Owner

77 Stevens Ave, Portland, ME 04103

10/16/15

SECTION
 1/2" = 1'-0" S1.1B

1

SECTION
 1/2" = 1'-0" S1.1B

2 SECTION
 1/2" = 1'-0" S1.1B

3 SECTION
 1/2" = 1'-0" S1.1B

4

SECTION
 1/2" = 1'-0" S1.1B

5 SECTION
 1/2" = 1'-0" S1.1B

6 SECTION
 1/2" = 1'-0" S1.1B

8

SECTION
 1/2" = 1'-0" S1.1B

9 SECTION
 1/2" = 1'-0" S1.1B

10 SECTION
 1/2" = 1'-0" S1.1B

11

SECTION
 3/4" = 1'-0" S1.1B

7

SECTION
 1/2" = 1'-0" S1.1B

2A

SECTION
 1/2" = 1'-0" S1.1B

12

NO. DESCRIPTION DATE

2 ADDENDUM #2 06-25-15


