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AEI Shop Drawing #: 06 Contractor Shop Drawing #: 235216-001 

AEI Project Manager: Ian MacDonald 
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Item Description: Condensing Boiler 
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CHECKING IS ONLY FOR GENERAL CONFORMANCE WITH THE DESIGN CONCEPT OF THE PROJECT 
AND COMPLIANCE WITH THE INFORMATION GIVEN IN THE CONTRACT DOCUMENTS. 
CONTRACTOR IS RESPONSIBLE FOR QUANTITIES; DIMENSIONS TO BE CONFIRMED AND 
CORRELATED AT THE JOB SITE; INFORMATION THAT PERTAINS SOLELY TO THE FABRICATION 
PROCESS FOR TECHNIQUES OF CONSTRUCTION; COORDINATION OF THE WORK OF ALL TRADES; 
AND PERFORMING ALL WORK IN A SAFE AND SATISFACTORY MANNER.  THIS REVIEW DOES NOT 
MODIFY CONTRACTOR’S DUTY TO COMPLY WITH THE CONTRACT DOCUMENTS. 

____REVIEWED 
____REVIEWED W/NOTES, No Resubmission Required 
____REVIEWED W/NOTES, Resubmission Required 
____NOT ACCEPTABLE 
  
 
NOTES: 
 
 
 
 
 
 
 
 
 
 
 
Reviewed by:  Allied Engineering, Inc. 
 
Reviewer: ______________ 
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Condensing Boilers: Product Data
 
Submittal Contains Product Data for the Following:

-Boilers
-Boiler Controls
-DHW Tanks
-Boiler System Accessories

 
This approval does not release subcontractor / vendor from the contractual responsibilities.

Contractor's Review Stamp Architect's Review Stamp

Title
Type

Condensing Boilers: Product Data
Product Data

I hereby certify that I have examined the enclosed 
submittal(s) and have determined and verified all field 
measurements, construction criteria, materials, catalog 
numbers, and similar data, coordinated the submittal(s) 
with other submissions and the work of other trades and 
contractors and, to the best of my knowledge and belief, 
the enclosed submittal(s) is/are in full compliance with the 
Contract requirements, except as noted above.
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Garret Bertolini
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E: gbertolini@pcconstruction.com
 

Project No. 14776
The Park Danforth Expansion & 

Renovations
789 Stevens Ave 

Portland, ME  04103
 

Sent Date
Due Date
 

08-Dec-2015
22-Dec-2015
 

Spec Section
Spec Sub-Section
 

230000
235216
 

Andrew Pires
PC Construction Company

 

12/08/2015

SHathaway
Typewritten Text

SHathaway
Typewritten Text



SHathaway
Typewritten Text
Also spec section 223500

SHathaway
Typewritten Text







SHathaway
Rectangle

SHathaway
Rectangle

SHathaway
Callout
verify boilers are set up for natural gas









SHathaway
Rectangle





SHathaway
Typewritten Text
Submittal information is not complete enough to verify all control features specifiedare included, see spec section 235216 for complete features and options 
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see schedule on P2.1B for pipe connection sizes
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