
MAINE DEA FIRE ALARM INPUT/OUTPUT MATRIX
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Manual Pull Station X X X X X X X X

Smoke Detector X X X X X X X X

Panic Button X X X X X X X X

Low Battery X X X X X X X

Loss of AC Power X X X X X X X

Open Circiut X X X X X X X

Short Circuit X X X X X X X

Ground Fault X X X X X X X

Sprinkler Flow X X X X X X X X

Sprinkler Tamper X X X X X X X


