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August 2,2017


Jeffrey 

Eastm ent


9 Scitterygussett 

D rive


Falm outh, M aine 04105


Subject: 

R esidential Building 

* 

located at 

13 Fernald Terrace, Portland, 

M aine


D ear Jeffrey,


As 

per your 

request w e 

have review ed the structure indicated on the draw ings "Foundation 

and First 

Floor Fram ing


Plan"; 

oosecond 

Floor Fram ing Plan"; 

!'R oof 

Fram ing 

Plan"; 

"Section 

A-A or Plan 

N o. 

5"; 

o'D etail 

at 

Basem ent 

Beam ";


and "section 

1" through the steel 

beam  

prepared 

by Jeffrey Eastm ent dated26th 

July,2017 

for the 

proposed 

dorm er


addition and 

interior bearing w all openings 

in the building located at 

13 Fem ald Terrace 

in Portland, 

M aine. The


purpose 

of 

our review  w as to analyze and design 

the roof fram ing for the 

roof dorm er addition 

and the associated


supports, 

the second floor structural 

steel 

and 

LVL beam s above the 

proposed 

openings 

in 

the 

existing 

interior bearing


w alls and the associated 

supporls, and the 

posts/colum ns 

and footings to support 

the structural 

loads 

generated 

by the


second 

floor 

and 

roof m odifications only. W e are 

not review ing, analyzing and/or 

designing any 

other unaffected


portions 

of the building, the 

existing foundation, 

nor 

the existing 

lateral load resisting 

system  for the 

building. O ur


analysis utilized the 

2009 IR C  International R esidential 

Building 

C ode 

adopted by the 

C ity of Portland, 

M aine. 

In


addition, 

our analysis considered the 

latest edition of the N D S N ational 

D esign Specification 

for W ood 

C onstruction


published 

by the 

N ational Forest Products 

Association 

and the 

M anual of Steel C onstruction 

published 

by the


Am erican Institute of Steel 

C onstruction


The 

proposed 

structural design 

m eets 

or exceeds 

the code stipulated design 

requirem ents, 

is 

acceptable 

to support the


anticipated structural 

loading, includes 

m odifications as 

directed 

by our office, and 

is in 

general 

com pliance 

w ith our


structural design 

concept.


Ifyou 

have 

any 

questions, please 

do 

not hesitate 

to call.


Sincerely,


L&L Structural Engineering Services, 

Inc.


Joseph 

H . Leasure, P.E.


cc: 

File


I


I


hm p i.

'


l,to.6242 

i


ffiffis


?,1w .&


09/22/17


