CITY OF PORTLAND
FIRE PREVENTION BUREAU

380 Congress Street, Portland, Maine 04101
fireprevention@portlandmaine.gov
(207) 874-8400

_NO_TICE OF YIOLATION AND ORDER TO CORRECT
o ' November 1, 2017

Responsible Party 1: _

“{SULLIVAN STEPII[IN
72 BOLTON ST#2
: "'-PORTLAND MEO4102
Locatlon e e CBL Inspection Date
1170 BOLTON ST | 186A D012001 10/19/2016
S Inspector -~~~ - |TInspection Type Status
B > Chnstophcr Goodall FP Routine Inspection Failed

Ihe Clty of Portland Fn*c Dcpartmcnt mspccted this property, and found the fire and life safcty code
- violations listed below, which you are hereby ordered to correct. You must propose a date of completion to
b :_remedy each v101at10n, a fmal date of complction and a date of re-inspection.

You must send thls form 1o the Fire Prevention Bureau no later than 11/30/2017.

i _Your fallurc to submlt a p}an of action by the date provided, or to correct any violation within the applicable time
o frame, may rcsult in lcgai actlon agalnst you, the imposition of civil penaltles and the pursuit of other legal
o rcmedles .

Vmianon_s_:-:_--- R Proposed Date
B L R i of Completion
L NFPA 101-31. 345 1 SMOKE ALARMS REQUIRED; In buildings other than thase equipped | IMMEDIATELY ‘install =

i through out with an emstmg, complete automatic smoke detection system, smoke alarms shall | temporary alarms where

{be msgtafled in-accordance with 9.6.2.10, as modified by 31.3.4.5.2, outside every sleeping required. Your signature
“lareainthe immedlate wcmlty of the bedrooms and on all levels of the dweliing umt including | below indicates that -~

. . dbasements, _ : temporary alarms have
- IRepair. smoke detector 3rd floor rear stairs - 5 already been installed.
Y NFPA1 EXCESSIVE/DISOHDERLY STORAGE; Reference NFPA 1 for excessuve fuel-load. '
| H /2t /17
L Rear stalrwell '
-~ INFPA 70 MISSING BOX COVERS Refer to NFPA 70, National Electrical Code, on standards ;
- for missing box covers.’ ' I /OU / 7
e Front porch f rst ﬂoor cellmg, cover p!ate for light sw:tch second floor landing rear stairwell

" |NFPA 70 MISSING BREAKER IN PANEL Refer to NFPA 70, National Electrical Code, for P
. /information on missing breakers In an electrical panei } h /3 /17
First and Thll’d floorpanels ™ |

' i NFPA 101- 8.3.4.2 60 MINUTE FIRE DOOR REQUIRED: Refer to NFPA 101- Table 8.34.2
“lthat states fire door assemblies for vertical shafts (mcludmg stairways, exits, and refuse 3 / [ / /8

s chutes) are, rated and reqmred for 1:haur.

.- |Front and rear stamrve!ls io ali unlts basement to rear stalrwell basement to first floor
i apaﬂment S
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“{Vielation oo Proposed Date

/1 /1#
‘-‘/ /1%

- The Bureau reserves the nght to reject or modify any proposed plan of actlon, and may require evidence of

o sufﬁment ﬁnanmal and techmcal capacﬂ:y to complete the proposed plan. Please contact the Bureau with any
e questlons o

i VIOLATOR CERTIFICATION

_ I agree fo. remedy the wolanons Izsted within the timeframes provzded If I require additional time to comply, I
“ v understand that { must contact the Fire Prevention Bureau prior 1o the deadline to request an extension, which
S -zs enﬁrely wu‘hm the Bureau 'S dzscreizon to gram‘ or deny.

FINAL DATE OF COMPLETED VIOLATION(S)

FIRE PBEVEI\_!T!O_N _B_U_FIEAU RE-INSPECTION OF COMPLETED VIOLATION(S)

. _:' i Z. I ﬁm‘her understand that it zs my respon.s‘zbzlzty to schedule a remspechon of my property once the violations
% "have been remedied 1o do so. My fazlure 10 schedule a reinspection shall be deemed an admission that the
L wolattons hav __not been remedzed -

e lf I fazl to ¢ omply wu‘h thls agreemem T understand that I am liable for penalties pursuant to the City of
Portland ( Code ofOrdmances §§ 115 and 10-25, and 30-A MR.S. § 4452 and may be subject to further legal

Date/ ' o= Responsible Party

: '.f:-'__'_:fDate R Responsible Party

:_SEENANDAGREED SRR

ltizx!l‘? B (\ = - —
: .__'_D_at_c TR '.FirePrevenn#lBureau
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