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1001 Westbrook Street

Portland, Maine 04102
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SLAB TRANSITION DETAILS

09.6395.000

PWM Terminal Enhancement

Portland International

Jetport

SCALE:  1 1/2" = 1'-0" A02.01.04

SLAB TRANSITION EL 62.00 - EL 56.00 3
SCALE:  1 1/2" = 1'-0" A02.01.03

SLAB TRANSITION BTWN EXISTING & NEW 1
SCALE:  1 1/2" = 1'-0" A02.01.03

SLAB TRANSITION EL 62.00 - EL 57.50 5

01 12/03/08

75% CONSTRUCTION DOCUMENTS

SCALE:  1 1/2" = 1'-0" A02.01.03

SLAB TRANSITION BTWN EXISTING & NEW. 2SCALE:  1 1/2" = 1'-0" A02.01.03

SLAB TRANSITION EL 57.50 - EL 56.00 6

02 01/23/09

95% CONSTRUCTION DOCUMENTS

01 BUMPER GUARD WHERE OCCURS.  REFER
TO PLAN FOR EXTENT

SCALE:  3/4" = 1'-0" A02.01.03

SECTION @ HVAC SHAFT 8 SCALE:  1 1/2" = 1'-0" A02.01.03

SLAB TRANSITION BTWN EXISTING & NEW.. 4
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