
BASE

PLAN

HEAD

SOUND ATTENUATION BLANKET
09 29 00.F00

METAL STUD
09 22 16.A00

GYP BD 5/8"
09 29 00.A01

SOUND ATTENUATION BLANKET
09 29 00.F00

GYP BD 5/8"
09 29 00.A01

SOUND ATTENUATION BLANKET
09 29 00.F00

METAL STUD
09 22 16.A00

CONTINUOUS ACOUS SEALANT
09 29 00.G00

UNDERSIDE OF SLAB

SCHEDULED CEILING, REFER
TO REFLECTED CEILING PLAN

TOP OF SLAB

TYPE
STUD
SIZE

STUD
GA

STUD
SPACING

GYP BD
THK/TYPE

ATTENUATION
THICKNESS

STC
RATING

UL
NUMBER

FIRE
RATING

L3A 3 5/8" 20 16" 5/8" 3 1/2" BATT -U4193HR

WALL
THK

7 3/8"

01

02

METAL STUD
09 22 16.A00

L3B 3 5/8" 20 16" **AR 5/8" 3 1/2" BATT -U4193HR7 3/8"

07 84 13.A01

FIRESTOP SEALANT

09 29 00.A01

GYP BD 5/8" (3 LAYERS)

(3 LAYERS)

(3 LAYERS)

** ABUSE RESISTANT (AR) GYP BD ON BAGGAGE SIDE

09 22 16.A01

METAL RUNNER TRACK

BASE

PLAN

HEAD
CONC MASONRY UNIT
04 22 00.A00

MORTAR
04 22 00.F00

MORTAR
04 22 00.F00

CONC MASONRY UNIT
04 22 00.A00

UNDERSIDE OF SLAB

SCHEDULED CEILING, REFER
TO REFLECTED CEILING PLAN

TOP OF SLAB

M1A

TYPE
BLOCK

SIZE
STC

RATING
UL

NUMBER
FIRE

RATING
WALL
THK

8" - - -

M1B 8" - 2 HR U901 -

-

M2 8" * 3 HR U901 -

* FULLY GROUTED

M3 12" - 2 HR U901 -

BASE

PLAN

HEAD
METAL STUD
09 22 16.A00

METAL STUD
09 22 16.A00

GYP BD 5/8"
09 29 00.A01

METAL STUD
09 22 16.A00

CONTINUOUS ACOUS SEALANT
09 29 00.G00

GYP BD 5/8"
09 29 00.A01

TOP OF SLAB

---

09 22 16.A01

METAL RUNNER TRACK

P3A 20 16" OC 5/8" 4 1/4"3 5/8" -

TYPE
STUD
SIZE

STUD
GA

STUD
SPACING

GYP BD
THK/TYPE

ATTENUATION
THICKNESS

STC
RATING

UL
NUMBER

FIRE
RATING

WALL
THK

BASE

PLAN

HEAD
GYP LINER PANEL
09 22 16.O00

SOUND ATTENUATION BLANKET
09 29 00.F00

C-H STUD
09 22 16.N00

SOUND ATTENUATION BLANKET
09 29 00.F00

GYP LINER PANEL
09 22 16.O00

SOUND ATTENUATION BLANKET
09 29 00.F00

C-H STUD
09 22 16.N00

GYP LINER PANEL
09 22 16.O00

J RUNNER
09 22 16.P00

C-H STUD
09 22 16.N00

UNDERSIDE OF SLAB

TOP OF SLAB

N6A 6" 20 24" OC 2" BATT ---1" 6"

TYPE
STUD
SIZE

STUD
GA

STUD
SPACING

GYP BD
THK/TYPE

ATTENUATION
THICKNESS

STC
RATING

UL
NUMBER

FIRE
RATING

WALL
THK

09 22 16.P00

J RUNNER

01

BASE

PLAN

HEAD

SOUND ATTENUATION BLANKET
09 29 00.F00

METAL STUD
09 22 16.A00

GYP BD 5/8"
09 29 00.A01

SOUND ATTENUATION BLANKET
09 29 00.F00

GYP BD 5/8"
09 29 00.A01

SOUND ATTENUATION BLANKET
09 29 00.F00

CONTINUOUS ACOUS SEALANT
09 29 00.G00

UNDERSIDE OF SLAB

SCHEDULED CEILING, REFER
TO REFLECTED CEILING PLAN

TOP OF SLAB

TYPE
STUD
SIZE

STUD
GA

STUD
SPACING

GYP BD
THK/TYPE

ATTENUATION
THICKNESS

STC
RATING

UL
NUMBER

FIRE
RATING

Q3A 3 5/8" 20 16" 5/8" 3 1/2" BATT -U4193HR

WALL
THK

RE: PLAN

01

02

METAL STUD
09 22 16.A00

07 84 13.A01

FIRESTOP SEALANT

09 29 00.A01

GYP BD 5/8" (3 LAYERS)

(3 LAYERS)

(3 LAYERS)
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 3" = 1'-0"

M:\09.6395.000\BIM\Building Model\_User Model Files\Clifford Takara_09.6395.000_PWM Jetport Expansion 00.rvt

1001 Westbrook Street

Portland, Maine 04102

A12.61

PARTITION TYPES

09.6395.000

PWM Terminal Enhancement

Portland International

Jetport

SCALE:  3" = 1'-0"

PARTITION TYPE L 1

SCALE:  3" = 1'-0"

PARTITION TYPE M 2SCALE:  3" = 1'-0"

PARTITION TYPE P (DEMISING) 4

SCALE:  3" = 1'-0"

PARTITION TYPE N 3

01 16 GA CLOSURE PLATE AS REQUIRED TO
ATTACHED TOP TRACK TO METAL DECK, TYP.

02 FIRESAFING AS REQUIRED TO MAINTAIN
RATING.

03 FLUSH WALL BASE WHERE OCCURS.
COORDINATE WITH FINISHES AND DETAILS.

04 RUN GYPSUM BOARD TO UNDERSIDE OF
SLAB AT SPECIFIED WALL TYPES.

01 01/23/09

95% CONSTRUCTION DOCUMENTS

SCALE:  3" = 1'-0"

PARTITION TYPE Q 5

03 10/26/09

ISSUED FOR PERMIT


