
BLINKING INDICATES
CALL IS ANSWERED
HELP IS ON THE WAY

PUSH TO TURN ON

PHONE

ELEV. 8
CAPACITY 5000 LBS.

SECURITY

CONCOURSE

GROUND

FIREFIGHTERS' OPERATION

To operate car

To cancel floor selection

To close power operated door

To open power operated door

To hold car at floor

To automatically send car to recall floor

When flashing, exit elevator

Insert fire key and turn to "ON"
Press desired floor button
Press "CALL CANCEL" button

Press and hold "DOOR CLOSE" button

Press and hold "DOOR OPEN" button

With doors open, turn key to "HOLD"

With doors open, turn key to "OFF"
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FLOOR INDICATOR
(3 1/2" DIAMETER)

ETCHED TEXT, BACK
FILLED W/ BLACK, TYP
MOUNTING PLATES ARE
UNACCEPTABLE

KEY SWITCHES,
EMERGENCY RETURN,
PHONE JACK AND CALL
CANCEL

PERFORATED SPEAKER
(3 1/2" DIAMETER)

1 1/4" DIAMETER,
SATINLESS STEEL
BUTTON W/
ILLUMINATING OUTER
RING, TYP

RAISED GRAPHIC
PANEL INDICATING
FLOOR LEVEL
AND BRAILLE ON
CAST PLATE.
GRAPHICS TO BE
COORDINATED &
REVIEWED
BY ARCHITECT.

CUT OUT PLATE FOR
CARD READER.
COORDINATE WITH
SECURITY VENDOR
FOR SIZE.

LOCKABLE SERVICE
CABINET

STAINLESS STEEL
PANEL,
#4 FINISH

STAINLESS STEEL
BASE,
#4 FINISH

BLINKING INDICATES
CALL IS ANSWERED
HELP IS ON THE WAY PUSH TO TURN ON

PHONE

ELEV. 6
CAPACITY 5000 LBS.

SECURITY

CONCOURSE

FIREFIGHTERS' OPERATION

To operate car

To cancel floor selection

To close power operated door

To open power operated door

To hold car at floor

To automatically send car to recall floor

When flashing, exit elevator

Insert fire key and turn to "ON"
Press desired floor button
Press "CALL CANCEL" button

Press and hold "DOOR CLOSE" button

Press and hold "DOOR OPEN" button

With doors open, turn key to "HOLD"

With doors open, turn key to "OFF"
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FLOOR INDICATOR
(3 1/2" DIAMETER)

ETCHED TEXT, BACK
FILLED W/ BLACK, TYP
MOUNTING PLATES ARE
UNACCEPTABLE

KEY SWITCHES,
EMERGENCY RETURN,
PHONE JACK AND CALL
CANCEL

PERFORATED SPEAKER
(3 1/2" DIAMETER)

1 1/4" DIAMETER,
SATINLESS STEEL
BUTTON W/
ILLUMINATING OUTER
RING, TYP

RAISED GRAPHIC
PANEL INDICATING
FLOOR LEVEL
AND BRAILLE ON
CAST PLATE.
GRAPHICS TO BE
COORDINATED &
REVIEWED
BY ARCHITECT.

LOCKABLE SERVICE
CABINET

STAINLESS STEEL
PANEL,
#4 FINISH

STAINLESS STEEL
BASE,
#4 FINISH

S.STL. PANEL, #4 FINISH.

1-1/4" DIA., S.STL. BUTTON W/
ILLUMINATING OUTER RING, TYP.

FIREFIGHTERS KEY
SWITCH, AND ASSOC. TEXT
WHERE OCCURS

ETCHED TEXT, BACK
FILLED W/ BLACK, TYP.
MOUNTING PLATES ARE
UNACCEPTABLE, TYP.

FIREMAN'S TELEPHONE
WHERE OCCURS.

EMERGENCY KEY
COMPARTMENT, WHERE
OCCURS

FINISHED FLOOR

PANEL & ALL DEVICES

8"

WARNING
ELEVATORS SHALL NOT

BE USED IN THE EVENT OF
FIRE

USE MARKED
EXIT STAIRWAYS

FIREFIGHTER'S OPERATION
To recall elevators

Insert fire key and turn to "ON"
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"

SOLID AREAS TO BE
BACKFILLED WITH
BLACK

FLAME TO BE ETCHED
AND BACK FILLED WITH
RED

5
"

SCHEDULED BASE

A10.33

4

ACCESS PANEL FOR
SPRINKLER VALVE AT LEVEL 4.
ELEVATORS 4 & 5 ONLY

S.STL. FACE PLATE, #4 FINISH. FACE

FLUSH W/ HALL CALL PANEL.

KEYHOLE.

1/4" TALL ETCHED LETTERS,

BACK FILLED WITH BLACK

NOTE: CONTRACTOR SHALL VERIFY CODE

REQ'D DIMENSIONS AND COPY. ALL COPY TO

COMPLY WITH IBC, NFPA, & ALL LOCAL

APPLICABLE ELEVATOR CODE STANDARDS.

KEYHOLE, IF REQ'D

BY CODE

S.STL. FACE PLATE, #4 FINISH. FACE

FLUSH W/ HALL CALL PANEL.

1/2" TALL ETCHED LETTERS,

BACK FILLED WITH BLACK

ELEVATOR FIREMAN'S

EMERGENCY SERVICE

FIREMAN'S TELEPHONE

FIREMAN'S USE ONLY
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S.STL. PANEL, #4 FINISH.

1-1/4" DIA., S.STL. BUTTON W/
ILLUMINATING OUTER RING, TYP.

ETCHED TEXT, BACK
FILLED W/ BLACK, TYP.
MOUNTING PLATES ARE
UNACCEPTABLE, TYP.

8"

WARNING
ELEVATORS SHALL NOT

BE USED IN THE EVENT OF
FIRE

USE MARKED
EXIT STAIRWAYS

3
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6
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SOLID AREAS TO BE
BACKFILLED WITH
BLACK

FLAME TO BE ETCHED
AND BACK FILLED WITH
RED

5
"

5
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1
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 6
"

BLINKING INDICATES
CALL IS ANSWERED
HELP IS ON THE WAY

PUSH TO TURN ON

PHONE

ELEV. 4
CAPACITY 5000 LBS.

SECURITY

CONCOURSE

TICKETING

FIREFIGHTERS' OPERATION

To operate car

To cancel floor selection

To close power operated door

To open power operated door

To hold car at floor

To automatically send car to recall floor

When flashing, exit elevator

Insert fire key and turn to "ON"
Press desired floor button
Press "CALL CANCEL" button

Press and hold "DOOR CLOSE" button

Press and hold "DOOR OPEN" button

With doors open, turn key to "HOLD"

With doors open, turn key to "OFF"
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FLOOR INDICATOR
(3 1/2" DIAMETER)

ETCHED TEXT, BACK
FILLED W/ BLACK, TYP
MOUNTING PLATES ARE
UNACCEPTABLE

KEY SWITCHES,
EMERGENCY RETURN,
PHONE JACK AND CALL
CANCEL

PERFORATED SPEAKER
(3 1/2" DIAMETER)

1 1/4" DIAMETER,
SATINLESS STEEL
BUTTON W/
ILLUMINATING OUTER
RING, TYP

RAISED GRAPHIC
PANEL INDICATING
FLOOR LEVEL
AND BRAILLE ON
CAST PLATE.
GRAPHICS TO BE
COORDINATED &
REVIEWED
BY ARCHITECT.

LOCKABLE SERVICE
CABINET

STAINLESS STEEL
PANEL,
#4 FINISH

STAINLESS STEEL
BASE,
#4 FINISH
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SHEET NOTES

GENERAL NOTES

 3" = 1'-0"
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1001 Westbrook Street

Portland, Maine 04102

A10.33

VERTICAL CIRCULATION - ELEVATOR DETAILS

09.6395.000

PWM Terminal Enhancement

Portland International

Jetport

SCALE:  3" = 1'-0" A10.32

PANEL DETAIL - ELEVATOR 8 5 SCALE:  3" = 1'-0" A10.31

PANEL DETAIL - ELEVATORS 6 & 7 3SCALE:  3" = 1'-0" A11.03

CALL PANEL TYP @ ELEV  4, 5, 6 & 7 7

SCALE:  3" = 1'-0" A10.33

FIREMANS TELEPHONE & KEY BOX 4
SCALE:  3" = 1'-0" A11.02

CALL PANEL @ ELEV 8 2

SCALE:  3" = 1'-0" A10.30

PANEL DETAIL - ELEVATORS 4 & 5 1
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