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NEW- 1" RISER FOR UNDER
STAIR SPRINKLER ]

|

BUILDING EXTERIOR BENEATH/'UNDERBELLY“

- WET SPRINKLER COVERAGE |N

OCCORDANCE WITH NPFA 13-ORDINARY

PENDANT SPRINKLERS

HAZARD GROUP |. DRY TYPEjONCEALED

SPECIAL ORDER COVER PLA
FINISH /

'E TO MATCH

|

MAX. 6"\PENETRATION IN W36 BEAM
SEE STRUCTURE ENGINEER FOR OTHER —
IV\\STALLATION INFORMATION |

]
/ NEW- 4" FD% PIPING UP&DN /
]
I
!

NEW-6" FIRE SERVICE UP&DN /

NEW-2" DR RISER UP&DN

XC3}— - - - - - - - - - - - - -

SPRINKLERS OMITTED PER
NFPA 13 SECTION 8.15.10.3

(SEE FIRE ALARM DWG FOR
DETECTION SYSTEM /

]
AIN ELECTRICAL ROOI\:#(CEILING)

NEW-4" STANDPIPE UP&DN
NEW- 2.5" FDV W/1.5 REDUCER

DRY PENDANT SPRINKLER MUST BE CONNECTION
TO SPRINKLER SYSTEM VIA A"T" TYPE FITTING.
"T" TYPE FITTING CAPPED AT ONE END TO BE
USED FOR END OF LINE SPRINKLERS

TYPICAL FOR ALL DRY PENDANT TYPE
SPRINKLERS

6" FP RISER AND 4" SPR
PIPE RISER UP TO LEVEL 4
FROM UNDERFLOOR
INTERSTITIAL SPACE SEE
DWG FP04.04.06

Q@‘

NON-COMBUSTIBLE EXTERIOR
CANOPY/SPACE BELOW LEVEL 4
EXTERIOR SPRINKLERS REQUIRED PER
NFPA 13-SECTION 8.15.7.2

NON-COMBUSTIBLE EXTERIOR
CANOPY/SPACE BELOW LEVEL 4
EXTERIOR SPRINKLERS REQUIRED PER
NFPA 13-SECTION 8.15.7.2

BUILDING EXTERIOR BENEATH "UNDERBELLY"

- WET SPRINKLER COVERAGE IN

OCCORDANCE WITH NPFA 13-ORDINARY
HAZARD GROUP I. DRY TYPE CONCEALED
PENDANT SPRINKLERS SPECIAL ORDER .
COVER PLATE TO MATCH FINISH. /

DRY PENDANT SPRINKLER MUST BE CONNECTION
TO SPRINKLER SYSTEM VIA A"T" TYPE FITTING.
"T" TYPE FITTING CAPPED AT ONE END TO BE
USED FOR END OF LINE SPRINKLERS

TYPICAL FOR ALL DRY PENDANT TYPE
SPRINKLERS
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FIRE PROTECTION PLAN - LEVEL 3 -ZONE 6

SCALE: 1/8"=1"-0"

SHEET NOTES

GENERAL NOTES

A SEE SHEET FP00.01 FOR LEGEND,
SCHEDULES & GENERAL NOTES.

KEY PLAN
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Project Name

PWM Terminal Enhancement

Project Number

09.6395.000

CAD File Name

FP04.03.06.dwg

Description

FIRE PROTECTION PLAN - LEVEL 3 - ZONE 6

Scale

1/8" = 1'-0"
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