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NOTES:
1. SEE SHEET 1.E-001 FOR LEGEND AND GENERAL

NOTES.

2. EXTEND EXISTING SIMPLEX FIRE ALARM SYSTEM TO
NEW INITIATING AND NOTIFICATION DEVICES SHOWN.
PROVIDE ALL DEVICES, BACK BOXES. COMPLETE AND
OPERABLE SYSTEM.

3. EXTEND EXISTING SIMPLEX FIRE ALARM SYSTEM TO
NEW INITIATING AND NOTIFICATION DEVICES SHOWN.
PROVIDE ALL DEVICES, BACK BOXES. COMPLETE AND
OPERABLE SYSTEM. ACTIVATION OF HEAT DETECTORS
IN ELEVATOR PIT OR HOISTWAY TO DE-ENERGIZE
SHUNT TRIP COIL FOR ELEVATOR CIRCUIT BREAKERS.

1

KEYED NOTES:
PROVIDE DEDICATED PHONE LINE FOR EACH ELEVATOR.

RELOCATE HEAT DETECTOR AND SPEAKER FROM
LOCATION SHOWN ON 2.ED101 TO NEW LOCATION
SHOWN. EXTEND EXISTING WIRING AS REQUIRED TO
ACCOMMODATE NEW DEVICE LOCATIONS.

RELOCATE FIRE ALARM STROBE AND SPEAKER FROM
LOCATION SHOWN ON 2.ED101 TO NEW LOCATION
SHOWN. EXTEND EXISTING WIRING AS REQUIRED TO
ACCOMMODATE NEW DEVICE LOCATIONS.

 1/8" = 1'-0"
SYSTEMS PLAN - 1ST FLOOR1

2

3


