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 1/8" = 1'-0"
2ND FLOOR - HVAC DUCTWORK DEMOLITION PLAN1

GENERAL NOTES
1. SEE SHEET M-001 FOR LEGEND AND ABBREVIATIONS.

 1/8" = 1'-0"
2ND FLOOR - HVAC DUCTWORK RESTROOM DEMOLITION PLAN2

KEYNOTES
KEYNOTE KEYNOTE DESCRIPTION

1 REMOVE SUPPLY DIFFUERS AND
ASSOCIATED DUCTWORK

2 REMOVE VAV, CONTROLS AND ASSOCIATED
DUCTWORK BACK TO EXTENTS SHOWN

3 REMOVE CABINET UNIT HEATER,
ASSOCIATED PIPING, AND CONTROLS.
PREPARE PIPING FOR CONNECTION OF NEW
CUH IN SAME LOCATION.

4 PROVIDE PRE-CONSTRUCTION TAB ON
DIFFUSERS DESIGNATED FOR RELOCATION.

5 REMOVE EXHAUST GRILLE. PREPARE
DUCTWORK FOR NEW CONNECTION.


