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THIS DRAWING IDENTIFIES THE ALTERNATE NO.9
BREAK-OUT PRICING SCOPE ONLY - REQUIRED FOR ALL
SUBCONTRACTORS WHO HAVE WORK IN THIS AREA.
SUBJECT TO SPEC SECTION 00 22 13 REQUIREMENTS
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GENERAL NOTES
REFER TO SPEC SECTION 00 22 13 FOR
SUPPLEMENTARY INSTRUCTIONS TO BIDDERS FOR
ALL SUBTRADE WORK IN THE PROJECT AREAS
DEFINED ON THIS DRAWING

A

ALL CHILLED AND HOT WATER PIPING SERVING
VAV's AND UHs IN THE REIMBURSABLE PROJECT
AREA SHALL BE SUBJECT TO SPEC SECTION 00 22
13 REQUIREMENTS EVEN THOUGH THE PIPING IS
LOCATED IN CORRIDORS OUTSIDE THE BAGGAGE
SCREENING ROOM BOUNDARY.

B

SCOPE WITHIN THIS BOUNDARY IS ALSO SHOWN
ON DRAWINGS INCLUDING BUT NOT LIMITED TO:

C
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A02.02.05
A03.01.05
A03.02.05
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E02.02.05
E04.01.05
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A00.52 - TSA

TSA REIMBURSABLE PROJECT AREA - ALTERNATE NO. 9

09.6395.000

PWM Terminal Enhancement

Portland International
Jetport

3 11/20/09 ADDENDUM #3

SCALE:  1/8" = 1'-0" A01.DS4-G11
LEVEL 1 - ZONE 5 1

01 TSA REIMBURSABLE PROJECT AREA SHALL
INCLUDE: BAGGAGE SCREENING 1506, OSR
1507 AND ETD 1509. PROJECT AREA SHALL
INCLUDE: METAL RAMP RAILINGS; METAL
STAIRS; SPRAY-ON THERMAL INSULATION ON
FLOOR DECK ABOVE; STEEL DOORS AND
FRAMES; OVERHEAD COILING DOORS;
SECTIONAL DOORS; DOOR HARDWARE; NON
STRUCTURAL METAL FRAMING; GYP BOARD;
ACOUSTICAL TILE CEILINGS; RESELIENT
FLOORING AND BASE; PAINTING; SIGNAGE;
FIRE PROTECTION SPECIALTIES; POWER AND
COMMUNICATIONS; LIGHTING FIXTURES AND
ASSOCIATED WIRING TO PANEL; FIRE
PROTECTION; HVAC (DUCTING, VAV's, UHs
AND PIPING); HVAC DUCT RISERS IN SHAFT
1519; VIDEO SURVEILLANCE CAMERAS AND
WIRING; UNDERSLAB FLOOR DRAINS,
CLEANOUTS AND PIPING; DRINKING
FOUNTAINS AND EMERGENCY EYEWASH; FIRE
ALARM DEVICES AND WIRING; ALL DIVISION 34
ITEMS AND DIVISION 26
INFRASTRUCTURE(PANELS, SWITCHES, ETC)

02 EQUIPMENT ITEM E25 (SCISSOR LIFT) AND
ASSOCIATED ELECTRICAL SERVICE SPEC 11
13 00 IS 100% REIMBURSABLE

03 BHS CONTROL/ SERVER ROOM: ALL ITEMS
LISTED IN SHEET NOTE 01 IS 65%
REIMBURSABLE

04 CONCRETE, MASONRY, STRUCTURAL STEEL,
METAL WALL PANELS AND OTHER BUILDING
ENCLOSURE ITEMS ARE NOT REIMBURSABLE
AND NOT SUBJECT TO SPEC SECTION 00 22
13. EXTERIOR WALL IS SHADED TO COMPLETE
BOUNDARY OF BAGGAGE SCREENING RM
1506

14856
Text Box
145       09/01/11        ISSUED FOR CONSTRUCTION




