
T.O. SLAB
0"

21

1/2" PL WELDED
AT (2) CORNERS

TYP. WALL REINF.
SEE DETAIL F5/
SB-500

FOOTING AND
REINF. SEE PLAN

PIER REINFORCING -
SEE PLAN

ANCHOR BOLTS - EXTEND
INTO FTG AS SHOWN

SEE BASE PLATE TYPES
D1/SB-200

3
"

3
"

SLAB-ON-GRADE -
SEE PLAN

COLUMN AND ANCHORAGE
SEE PLAN

STOREFRONT -
SEE ARCH. DWGS.

10.00°

WORKPOINT AT TOP
OF SLAB

1 1/2" GROUT - PROVIDE
LEVELING NUTS

(SIM. AT RADIUS)

VAPOR BARRIER

T.O. SLAB
0"

L

#4@12"O.C. - VERT.
w/STND HOOKED
ENDS IN FTG - ALT.
LEGS

FOOTING AND
REINF. SEE PLAN

SLAB-ON-GRADE -
SEE PLAN

STOREFRONT -
SEE ARCH. DWGS.

VAPOR BARRIER

#4@12"O.C. - HORIZ.
(3)@6"O.C. @ TOP OF

WALL

(SHOWN)
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2" RIGID INSULATION

CONT. 1/2" ISOLATION JOINT
AND SEALANT

4
"

2 1/2" CLR.

3
"

6
"

6
"

4' - 0"

T.O. SLAB
0"

12 13

SLAB-ON-GRADE -
SEE PLAN

VAPOR BARRIER

1' - 6"

COLUMN AND ANCHORAGE
SEE PLAN

(E) FRAME
COLUMN

(E) CONC. PIER

(E) SLAB

G.C. - FIELD VERIFY
ELEVATION OF
TOP OF (E) FTG

11.9

ALIGN BOTTOMS

#6@9"O.C. (TYP.)

EMBED

1' - 9" MIN.

EMBED

1' - 9" MIN
SEE PLAN FOR
FOOTING SIZE
AND REINF.

(E) SLAB

UNDISTURBED
SOIL

(E) FDN WALL
AND FTG SHALL

REMAIN - COORD.
w/SD-100

#4 BENT BARS @ 18"O.C.
18"x24" (LLH) - EMBED 8"MIN.
SET IN EPOXY

#4 DOWELS @ 18"O.C.
18"LONG - EMBED 6"MIN.
SET IN EPOXY

(2)#4 BARS CONT.

SLAB-ON-GRADE
SEE PLAN

VAPOR BARRIER

EXTEND POUR TO FILL VOID
UNDER (E) SLAB CREATED
DURING DEMOLITION OF

(E) FDN WALL TOP

CONCRETE SLAB

PROVIDE 1/2" ISOLATION JOINT
ONLY AT SLAB, NOT WALL

TOP OF SLAB

SEE PLAN

(3)#4 x 18" LONG DOWELS AT
PROPOSED FOOTING TO (E)
FOOTING (MIN. EMBED = 5")
SET IN EPOXY. PROVIDE AT
ALL INTERIOR SPREAD FOOTINGS
WHERE APPLICABLE

(E) REINFORCED CONCRETE
SLAB AND FOUNDATION WALL

#6 x 20" LONG DOWELS AT
PROPOSED WALL TO (E)

WALL (MIN. EMBED = 8") - VERT.
SPACING = 8"O.C., SET IN EPOXY

BOTTOM OF PROPOSED
FOOTING SHALL MATCH

(E) FOOTING

NOTE: SEE APPROPRIATE FOUNDATION WALL SECTION FOR REINFORCING AND DETAILS.

(E) SLAB

#3 SMOOTH BARS, 12" LONG @ 12"O.C.
DRILL 6" INTO (E) SLAB AND SET IN
EPOXY, GREASE OR WRAP OTHER

END, TYP.

REFER TO SPECIFICATIONS
FOR REINFORCING

CONCRETE SLAB TO MATCH
(EXISTING THICKNESS)
UNLESS NOTED ON PLANS

VAPOR BARRIER

9" STRUCTURAL FILL

SELECT PIPE BACKFILL

SANITARY DRAIN PIPE

6" MIN. COMPACTED
SELECT PIPE BEDDING

SIEVE SIZE PERCENT FINER

4 INCH 100

1/2 INCH 35 TO 70

1/4 INCH 25 TO 60

NO. 40 0 TO 25

NO. 200 0 TO 5

STRUCTURAL FILL

SIEVE SIZE PERCENT FINER

3/8 INCH 80 TO 100

NO. 40 0 TO 5

SELECT PIPE BACKFILL

SIEVE SIZE PERCENT FINER

1 INCH 100

3/4 INCH 90 TO 100

1/4 INCH 25 TO 55

NO. 4 0 TO 10

NO. 10 0 TO 5

STRUCTURAL FILL

0" CLR.
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PAVED DRIVE -
SEE CIVIL DRAWINGS

800S162-43mil @ 16"O.C. w/
800T125-43mil TRACK TOP
AND BOTTOM - FASTEN TO

STEEL ABOVE w/(1)PAF @ 12"O.C.
TO CONC. WALL w/(1)PAF @
12"O.C. MIN. EMBED 1 1/4"

(TOW= 6" )

#4 BARS @ 18"O.C.
VERT.

#4 BARS @ 12"O.C.
HORIZ.

#4 BENT BARS @ 18"O.C.
PROVIDE STND HOOKED
END INTO FTG - ALTERNATE
LEGS

COORDINATE WALL FINISHES
w/ARCH. DWGS. - NOT SHOWN
FOR CLARITY

T.O. SLAB
0"

12 1311.9

SLAB-ON-GRADE -
SEE PLAN

VAPOR BARRIER

COLUMN AND ANCHORAGE
SEE PLAN

(E) SLAB

3' - 6"

7" 1' - 6"

C
L
R
.

2
"

C
L
R
.

3
"

EDGE OF F-6
FOOTING

CONTINUE TOP AND BOTTOM
F-6 FTG REINFORCING INTO
STEPPED FOOTING

SEE DETAIL D6/S-003 FOR
STEPPED FOOTING (MATCH

F-6 FTG "BOTTOM" REINFORCING
ONLY FOR EXTENT SHOWN ON PLAN

R7.5 RIGID INSUL
JOINT CENTERED

UNDER THRESHOLD

#4 BENT BARS @ 12"O.C.
24" EACH LEG (EA SIDE OF

THERMAL BREAK)

SEE DETAIL D9/SB-500
FOR WALL & FTG REINF

3" MIN.

DOOR OPENING AND
FINISHES - COORD.

w/ARCH. DWGS.

FINISH GRADE -
SEE SITE/CIVIL DWGS

2' - 0"

DOOR OPENING AND
FINISHES - COORD.
w/ARCH. DWGS.

DEPRESS SLAB FOR
ENTRANCE MAT - SEE

ARCH. DWGS.

CONCRETE CURB
BEYOND
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"
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FTG - SEE PLANFTG - SEE PLAN
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S
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1
' -
 0
"

#4 BAR CONT.
IN HAUNCH (TYP)

2" RIGID INSUL.

VAPOR BARRIER

SLAB-ON-GRADE
SEE PLAN

VAPOR BARRIER

2" RIGID INSUL.

#4 BENT BARS @ 12"O.C.
24" EACH LEG
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 3/4" = 1'-0"

F8 DETAIL AT EXTERIOR INCLINED COLUMN

 3/4" = 1'-0"

F5 DETAIL AT FOUNDATION WALL (TYP)

 3/4" = 1'-0"

C7 DETAIL

 1" = 1'-0"

A8 SLAB TIE-IN TO EXISTING

 3/4" = 1'-0"

A5 PROPOSED WALL TIE-IN TO EXISTING

 3/4" = 1'-0"

F1 TYPICAL PIPE TRENCH DETAIL

 3/4" = 1'-0"

C1 DETAIL

 3/4" = 1'-0"

A1 DETAIL

 3/4" = 1'-0"

C3 SECTION AT ENTRY
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