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Standby Total Alarm Total CF,’/"”? Description rond % Orop
.y reur oa o
Module % Description Current Standly Current Alarm Vi FL1 NORTHWEST A/V's S167|1.6934 17.65%
Panel Equipment % FL1 WEST CENTER A/V's SIG2\1.6834 11.26%
. V3 FL1 SOUTHWEST A/V's SIG3|1.757A 9.88%
4009-92071 114009 IDNET NAC EXTENDER. 120 VAC 0.0850 0.0850 0.1850 0.1850 Vi 7 NOPTH CENTER AVs 641 9052 16147
Panel Totals 0.0850 0.1850 7 0324 Total
Notification Appliances Setting
4906-9104 20 |V/0 MC NON-ADDRESS, CEILING 15 0.0000 0.0000 0.0750 1.5000 POINIS SHOWN IN TTALIC TEXT REFER TO EXISTING DEVICES.
4906-9104 6 |W/0 MC NON-ADDRESS, CEILING 30 0.0000 0.0000 0.1250 0.7500 77 Distbuted Toad Voltage Drop
4906-9130 10 |A/V MC NON-ADDRESS, WHT, CEILING 110 0.0000 0.0000 0.3200 3.2000
4906-9130 2 |A/V MC NON-ADDRESS, WHT, CEILING 15 0.0000 0.0000 0.0860 0.1720 Allowavle % Drop:|  21.6% Wire Res. Per FL| 0.003070 |@ 75" Celsius
4906-9130 5 | ANV MC NON-ADDRESS, WHT, CEILING 30 0.0000 0.0000 0.1320 0.6600 Wire Gouge:| 7490 M. Device Voltage:|  16.vdc
Starting Voltage:| 20 4vde Z Voltage Drop 17652
4906-9130 J |AV MC NON-ADDRESS, WHT, CEILING 75 0.0000 0.0000 0.2500 0.7500 Circuit Capacity 24
Perpheral Totals 0.0000 7.0320 Normal Operation
Added Current for £EPS Conversion of 24 to 29 Volt [DNac Devices 0.0000 0.0000 Distance Device Voltage Voltage At
RUI Totals 0 0.0000 0.0000 Device # PID Setting (Feet) Current Drop Device
Address Totals 0 Addresses 0.0000 0.0000 vi-1 4906=9130 | J0cd J0 0.132 0.512 20.09
System Totals*: Standby| 00850 Harm| 72170 Vi-2 4906-9130 |30cd J6 0132 0.657 19.74
Vi-3 4906-9104 |15¢d 18 0.075 0.815 19.59
Vi—4 4906-9130 |30cd 29 0132 1.056 19.34
Vi-5 4906-9130 |30cd 40 0132 1.356 79.04
Standby Standby Alarm Alarm Vi-6 4906-9104 |15¢cd 23 0.075 1.510 18.89
Battery Set #1 (Cabinet/Charger #1) Current Total Current Total Vi-7 4906-9104 |15¢cd 24 0.075 1.660 18.74
Select ALL Power Supplies on this battery set: Vi-& 4906-9130 |110cd J6 0.320 1.667 18.53
4009 0.0850 72170 Vi-9 4906-9130 |110cd 58 0.320 2.088 18.31
Vi—-10 4906-9104 |15¢cd 48 0.075 2.177 1822
Sub Total 0.0850 72170 Vi-11 4906-9104 |15¢d 24 0.075 2210 18.19
Vi—-12 4906-9104 |15¢d 24 0.075 2232 1817
Total 0.0650 7.2170 Vi-13 4906-9104_|15¢d 22 0.075 2242 18.16
Totals:| 532 Ft |1.693A
Stanaby Time = 24 frs x 0.0850 = 2.0400 Standby Ah
Alarm Time = 5  Min 0.08333 x 7.217 = 0.6014 Alarm Ah
2.6414
Additional Spare Battery Capacity = gz . 0.0000 Vo Distributed Load Voltage Drop
_ 26414 Allowable % Drop:[ 27.6% Wire Fes. Per Ft[ 0.003070 |@ 75 Celsius
Battery Discharge Factor = ppg + 0.5283 Wire Gauge: 14ga Min. Device Voltage: 16.vdc
Minimum Battery Required 2081-9272 6.24H (2x) 37697 Starting Voltage:| 20 4vde Z Voltage Drop 11.26%
Battery Supplied 2081-9272 6.24H (2x) Ckt Capacity| 24
* System Totals represent ftotal system current requirements. Those currents may be distributed between multjple battery sets or power supplies as Normal Operation
shown above. Distance Device voltage Voltage At
Device # PID Setting (Feet) Current Drop Device
Vo—1 4906-9130 |15¢cd 55 0.086 0.568 19.83
Vo-2 4906-9104 |30cd 52 0.125 0.862 19.52
Vo-3 4906-9104 |30cd 25 0.125 1.108 19.29
Vo—4 4906-9104 |15¢d 23 0.075 1.298 19.10
V2-5 4906-9104 |15¢cd 16 0.075 1.423 18.98
Vo-6 4906-9104 |30cd 24 0.125 1.600 18.80
Vo-7 4906-9130 |110cd 26 0.320 1.771 18.63
V2-8 4906-9130 |110cd 58 0.320 2.039 18.36
V2-9 4906-9104 |15¢cd 44 0.075 2.155 18.24
V2—-10 4906-9104 |15¢d 22 0.075 2.204 18.20
Vo—-171 4906-9104 |15¢cd 22 0.075 2.242 18.16
Vo—-12 4906-9104 |15¢cd 22 0.075 2.270 18.13
Vo-13 4906-9130 |30cd 4 0132 2.297 18.10
Totals:| 403  Ft |1.683A
V3 Distributed Load Voltage Drop
Allowable % Drop:|  21.6% Wire Res. Per Ft| 0.003070 |@ 75° Celsius
Wire Gauge: 7490 Min. Device Voltage: 16.vde
Starting Voltage:| 20 4vde Z Voltage Drop 985Z
Ckt Capacity 24
Normal Operation
Distance Device Voltage Voltage At
Device # PID Setting (Feet) Current Drop Device
V3-1 4906-9104 |15¢cd J9 0.075 0419 19.98
V3-2 4906-9130 |75¢d 27 0.250 0.697 19.70
V3-3 4906-9130 |75¢d 38 0.250 1.030 19.37
V3—-4 4906-9130 |110cd 43 0.320 1.340 19.06
V3-5 4906-9130 |15¢cd J8 0.086 1.540 18.86
V3-6 4906-9104 | 30cd 31 0.125 1.687 18.71
V3-7 4906-9130 |110cd 59 0.320 1.920 18.48
V3-8 4906-9130 |75¢d 40 0.250 2.000 18.40
V3-9 4906-9104 |15¢cd 35 0.075 2.016 18.38
Totals:| 350 Ft |1.751A
V4 Distributed Load Voltage Drop
Allowable % Drop:|  21.6% Wire Res. Per Ft| 0.003070 |@ 75° Celsius
Wire Gauge: 1490 Min. Device Voltage: 16.vde
Starting Voltage:| 20 4vde Z Voltage Drop 16.14Z
Ckt Capacity 24
Normal Operation
Distance Device Voltage Voltage At
Device # PID Setting (Feet) Current Drop Device
V4—1 4906-9104 |15¢cd 88 0.075 1.029 19.37
V4-2 4906-9104 |15¢d 22 0.075 1.277 19.12
V4-3 4906-9104 |15¢cd J6 0.075 1.664 18.74
V4—4 4906-9130 |110cd J9 0.320 2.067 18.33
V4-5 4906-9130 |110cd 52 0.320 2.5071 17.90
V4—6 4906-9130 |110cd 48 0.320 2.807 17.59
V4-7 4906-9104 |30cd 46 0.125 3011 17.39
V4-8 4906-9104 |15¢d 28 0.075 3113 17.29
V4-9 4906-9104 |30cd 24 0.125 3190 17.21
V4—-10 4906-9104 |15¢cd 26 0.075 3253 17.15
V4—171 4906-9130 |110cd 20 0.320 3292 17.11
Totals:| 429  Ft. |1.9094

Stanaby Total Alarm Total
Module Qy Description Current Standby Current Alarm
Panel Equipment
4009-92071 714009 IDNET NAC EXTENDER, 120 VAC 0.0550 0.0850 0.1850 0.1850
Panel Totals 0.0850 0.1850
Notification Appliances Setting
4906-9104 8 |0 MC NON-ADDRESS, WHI, CEILING 75 0.0000 0.0000 0.0750 0.6000
4906—9104 7 W0 MC NON-ADDRESS, WHT, CEILING 30 0.0000 0.0000 0.1250 0.8750
4906-9104 5 W0 MC NON-ADDRESS, WHT, CEILING 75 0.0000 0.0000 0.2330 1.1650
4906-9130 17 |A/V MC NON-ADDRESS, WHT, CEILING 770 0.0000 0.0000 0.3200 3.5200
4906-9130 8 |A/N MC NON-ADDRESS, WHT, CEILING 15 0.0000 0.0000 0.0860 0.6850
4906-9130 2 |A/V MC NON-ADDRESS, WHI, CEILING Jo 0.0000 0.0000 0.1320 0.2640
49069130 7 |ANV MC NON-ADDRESS, WHI, CEILING 75 0.0000 0.0000 0.2500 0.2500
Peripheral Totals 0.0000 7.3620
Added Current for EPS Conversion of 24 to 29 Volt [DNac Devices|  0.0000 0.0000
RU| Totals 0 0.0000 0.0000
Address Totals 0 Addresses 0.0000 0.0000
System Jotals*: Standby|  0.0850 Alarm| 75470
Stanaby Standby Alarm Alarm
Battery Set #1 (Cabinet/Charger #1) Current Total Current Total
Select ALL Power Supplies on this battery set:
4009 0.0850 7.5470
Sub Total 0.0850 7.5470
Total 0.0850 7.5470
Standby Time = 24  frs x 0.0850 = 2.0400 Stanaby Ah
Alarm Time = 5  Min 0.08333 x 7.547 = 0.6289 Alarm Ah
2.6659
Additional Spare Battery Capacity = (g + 0.0000
2.6689
Battery Discharge Factor = 20 + 0.5338
Minimum Battery Required 2081-9272 6.24H (2x) - Jo027

Battery Supplied 2081-9272 6.24H (2x)

* System Totals represent total system current requirements. Those currents may be distributed between multiple battery sets or power supplies as

shown above.
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Plan
Circuit Description Load Z Drop
24 FL1 CENTER MIDDLE A/V's SIGT|1.7924 16.89%
% FL1 CENTER SOUTH A/V's SI62(1.974A 15.69%
V3 FL1 SOUTHEAST A/V's SI631.9334 18.90%
V4 FL1 NORTHEAST A/V's SIG4|1.663A 19.45%
/.5624 Total
POINTS SHOWN IN ITALIC TEXT REFER TO EXISTING DEVICES.
V7 Distributed Load Voltage Drop
Allowable % Drop:|  21.6% Wire Res. Per Ft| 0.003070 |@ 75° Celsius
Wire Gauge: 7490 Min. Device Voltage: 16.vde
Starting Voltage:| 20 4vde Z Voltage Drop| 16892
Circuit Capacity 24
Normal Operation
Distance Device Voltage Voltage At
Device # PID Setling (Feet) Current Drop Device
Vi—1 4906-9704 |15cd 70 0.075 a.770 19.63
Vi-2 49069704 |15¢cd 79 0.075 0.971 19.43
Vi-3 4906—-9130 |30cd 28 0132 1.253 19.15
Vi—4 4906-9704 |75¢d 23 0233 1.466 18.93
Vi-5 49069704 |75¢d 27 0233 1.678 18.72
Vi-6 4906—-9130 |75¢d 36 0.250 1.909 18,49
vi—-7 4906-9704 |75¢d 22 0233 2016 18.38
Vi-8 4906-97104 |30cd 20 0.125 2.085 18.32
Vi-9 4906-9704 |30cd 17 0.125 2.130 1827
Vi-10 4906-9704 |15cd 37 0.075 2.201 18.20
vi—-1171 49069704 |15¢cd 27 0.075 2.231 1817
Vi-12 4906-9704 |15cd 18 0.075 2.249 18.15
Vi—13 4906—-9130 |15¢cd 37 0.086 2.265 18.13
Totals:| 449 Ft. |1.7924
12 Distributed Load Voltage Drop
Allowable % Drop:|  21.6% Wire Res. Per Ft| 0.003070 |@ 75° Celsius
Wire Gauge: 14ga Min. Device Voltage: 16.vde
Starting Voltage:| 20 4vde Z Voltage Drop 15.69%
Ckt Capacity 24
Normal Operation
Distance Device voltage Vollage At
Device # PID Setting (Feet) Current Drop Device
Vo—1 4906—-9130 |15¢cd 47 0.086 0.497 19.90
Vo-2 4906-9704 |15cd 17 0.075 0.694 19.71
Vo-3 49069704 |15¢cd 79 0.075 0.906 19.49
Vo-4 4906-97104 |15cd 18 0.075 1.098 19.30
Vo-5 4906—-9130 |15¢cd 20 0.086 1.302 19.70
Vo—-6 4906—-9130 |710cd a0 0.320 1.786 18,61
Vo-7 4906—-9130 |15¢cd 56 0.086 2218 1818
Vo-8 4906—-9130 |15¢cd 40 0.086 2.506 17.59
Vo-9 4906—-9130 |710cd 40 0.320 2772 17.63
Vo-10 4906-9130 |110cd 52 0.320 3016 17.38
Vo-11 4906—-9130 |710cd 59 0.320 3178 17.22
Vo—-12 4906-97104 |30cd 29 0.125 J.200 17.20
Totals:| 447 Ft. |1.974A
V3 Distributed Load Voltage Drop
Allowable % Drop:|  21.6% Wire Res. Per Ft| 0.003070 |@ 75° Celsius
Wire Gauge: 74ga Min. Device Voltage: 16.vde
Starting Voltage:| 20 4vde Z Voltage Drop 18.90%
Ckt Capacity 24
Normal Operation
Distance Device voltage Vollage At
Device # PID Setting (Feet) Current Drop Device
V-1 4906-97104 |75¢d 1971 0233 2.267 1813
V3-2 4906-9130 |710cd 50 0.320 2.789 17.61
V3i-3 4906-9130 |710cd 37 0.320 3057 17.35
V3-4 4906—-9130 |710cd 95 0.320 3,409 16.99
V3-5 4906—-9130 |30cd 37 0132 3578 16.62
V3-6 49069704 |75¢d J6 0233 3712 16.69
V3-7 4906-9704 |30cd 37 0.125 3797 16.60
V3-8 4906-9704 |30cd 28 0.125 J.640 16.56
V3-9 4906-9704 |30cd 20 0.125 J.855 16.54
Totals:| 485 Ft. |1.933
V4 Distributed Load Voltage Drop
Allowable % Drop:|  21.6% Wire Res. Per Ft| 0.003070 |@ 75° Celsius
Wire Gauge: 7490 Min. Device Voltage: 16.vde
Starting Voltage:| 20 4vde Z Voltage Drop 79.45%
Ckt Capacity 24
Normal Operation
Distance Device Voltage Voltage At
Device # PID Setting (Feet) Current Drop Device
V4—171 4906—-9130 |710cd 266 0.320 2716 17.68
V42 4906—-9130 |15¢cd J7 0.086 3027 17.38
V4-3 4906-9130 |110cd 49 0.320 3399 17.00
V4—4 4906—-9130 |710cd 47 0.320 J.670 16.73
V4-5 4906—-9130 |710cd 42 0.320 2829 16.57
V4-6 4906—-9130 |15¢cd 50 0.086 J3.920 16.48
V4-7 4906-97104 |30cd 24 0.125 3957 16.45
V4-8 4906—-9130 |15¢cd 32 0.086 3968 16.43
Totals:| 547 Ft |1.663A
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