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GENERAL NOTES: 1.	COORDINATE ALL DEVICES LOCATION AND MOUNTING HEIGHTS WITH THE ARCHITECT & COORDINATE ALL DEVICES LOCATION AND MOUNTING HEIGHTS WITH THE ARCHITECT & FURNITURE VENDOR PRIOR TO INSTALLATION. 2.	HATCHED AREA NOT IN THIS SCOPE OF WORK HATCHED AREA NOT IN THIS SCOPE OF WORK 3.	'E' DENOTES EXISTING DEVICE TO REMAIN. 'R' DENOTES EXISTING DEVICES TO BE 'E' DENOTES EXISTING DEVICE TO REMAIN. 'R' DENOTES EXISTING DEVICES TO BE RELOCATED. 'D' DENOTES EXISTING ITEM TO BE REMOVED. 4.	VERIFY PROPER FUNCTIONALITY OF ALL EXISTING AND RELOCATED FIRE ALARM DEVICES, VERIFY PROPER FUNCTIONALITY OF ALL EXISTING AND RELOCATED FIRE ALARM DEVICES, INCLUDING THEIR HOUSING, LENSES, etc... OPERATING AS INTENDED OR HAVE ABOVE NORMAL WEAR OR DEFECTS. 5.	ALL WIRING WITHIN AND THROUGH THE OPEN TO STRUCTURE AREAS SHALL BE IN EMT. ALL WIRING WITHIN AND THROUGH THE OPEN TO STRUCTURE AREAS SHALL BE IN EMT. KEYNOTES:

AutoCAD SHX Text
EXISTING DEVICE TO BE RELOCATED INTO NEW CEILING. EXTEND ALL ASSOCIATED  CONDUIT AND WIRING AS REQUIRED.

AutoCAD SHX Text
1


