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LOCATED IN SECOND FLOOR
UTILITY ROOM 2.2.W.909

Lw—5120 VOLT AC

EXISTING MAPNET CIRCUIT FROM FACP

{EXISTING 24VDC CIRCUIT FROM FACP

RISER NOTES:

1. RISER IS A DIAGRAMMATICAL REPRESENTATION OF THE SYSTEM
ARCHITECTURE. T IS NOT INTENDED TO REPRESENT ACTUAL WIRE
RUNS OR PANEL PENETRATIONS. REFER TO FLOOR PLANS AND
PANEL DETAILS FOR CIRCUIT ROUTING INFORMATION.

2. ALL WIRING SHALL COMPLY WITH NFPA 70 ARTICLE 760 POWER
LIMITED SYSTEMS. SEE FA —002 FOR WIRE SCHEDULE
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