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P.T. 2X SILL PLATE - TYP.

8" CIP FOUNDATION WALL
W/ #4 VERTS. @ 18" O.C. & #4
VERTS @ 16" O.C.

1

1

FINISHES PER ARCHITECTURAL
PLANS - TYP.

5/8" ROOF SHEATHING - TYP.

P.E. ROOF TRUSSES PER PLAN

H2.5a BRACKET - TYP.
1/2" EXTERIOR SHEATHING -
TYP.

2X6 MIN. RIBBON RIM BY
DESIGNER

1/2"Ø X 10" GALV. ANCHOR W/ 2" 'L'
@ 32" O.C. - TYP.

2X6 @ 16" O.C. - TYP. UNO

SEE PLANS
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SEE PLANS FOR FOOTING
SCHEDULE

#4 HOOKED BAR @ 32" O.C.
LAPPED TO VERT.

SLOPE

CONTINUOUS SHEATHING

BLOCK & NAIL ALL WALL
SHEATHING PANEL JOINTS

DOUBLE 1-1/2" X 5-1/2" LSL TOP
PLATES - TYP. UNO

1/2" JOINT - TYP.

(2) #5 CONT. TOP & BOTTOM -
TYP. & @ 16" O.C. - TYP.
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SUB-GRADE IMPROVEMENTS
PER GEOTECH REPORT

FOUNDATION DRAWINS AS
REQUIRED - SEE GEOTECH
REPORT

1

1

FINISHES PER ARCHITECTURAL
PLANS - TYP.

5/8" ROOF SHEATHING - TYP.

P.E. ROOF TRUSSES PER PLAN

WIDE FLANGE BEAM PER PLAN
W/ 1/4" STIFFENER PLATES @
COLUMNS - TYP.

3/4" CAP PLATE W/ (4) 3/4"Ø A325
BOLTED CONNECTION @ BOTTOM
FLANGE OF BEAM - TYP.

HSS COLUMN PER PLAN - TYP.

1/2" COMPRESSIBLE JOINT
MATERIAL - TYP.

FREE DRAINING STRUCTURAL FILL
PER GEO-TECHNICAL ENGINEER -
TYP.

4" MIN. SLAB ON GRADE - SEE
PLANS

VENTING & DRAIN PIPES PER
GEOTECHNICAL REPORT - TYP.

COLUMN FOOTING - SEE PLAN /
SCHEDULE FOR DETAILS ON SIZE &
REINFORCING - TYP.

3/4" THICK BASE PLATE W/ (4) 3/4"Ø
X 12" GRADE 36 F1554 GALV. EMBED
ANCHORS - TYP.

SECTION 3/4"=1'-0
D

S2.0

SECTION 3/4"=1'-0
C

S2.0

3/4" BASE PLATE ON 3/4"± GROUT -
SEE PLANS & BASE PLATE DETAILS
FOR INFORMATION

8" CIP FOUNDATION WALL - SEE
SECTION 'A' FOR REINFORCING
TO BE CONTINUOUS THRU
COLUMN LOCATIONS - TYP.

1

1

(4) 3/4"Ø x 12" GALV. ANCHOR RODS
STAGGERED - SEE BASE PLATE
DETAILS - TYP.

SEE PLANS S
E

E
 P

L
A

N
S

SEE PLANS FOR FOOTING
SCHEDULE

1/2" JOINT - TYP.
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SUB-GRADE IMPROVEMENTS
PER GEOTECH REPORT
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BP1 WALL REINFORCING

BP1 BASE PLATE

(6) #5 VERTS @ COLUMN
ABOVE - TYP

(1) PERIMETER & (1) 'J' #4 TIES @ 12"
MAX -TYP. (2) @ TOP & BOTTOM - TYP.

8" THICK CIP WALL W/
ADDITIONAL REINFORCING @
STEEL COLUMN ABOVE - TYP.
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1 1/2"

BP2 BASE PLATE BP3 BASE PLATE

GRID

GRID

8
"

BP2 WALL REINFORCING

(8) #5 VERTS @ COLUMN
ABOVE - TYP

(1) PERIMETER #4 TIES @ 12"
MAX IN EACH DIRECTION AT
CORNER -TYP. (2) @ TOP &
BOTTOM - TYP.

8" THICK CIP WALL W/
ADDITIONAL REINFORCING @
STEEL COLUMN ABOVE - TYP.

SEE ARCHITECTURAL PLANS
FOR FINISHES - TYP.

SEE ARCHITECTURAL PLANS
FOR FINISHES - TYP.

SEE BASE PLATE DETAILS / WALL
REINFORCING FOR ADDITIONAL IN
WALL 'PILASTER' REINFORCING
REQUIREMENTS - TYP.

4" SLAB ON GRADE PER PLAN

HSS COLUMN PER PLAN

SEE GENERAL NOTES FOR
SHEAR TAB CONNECTION
DETAILS

1/2" CAP PLATE - TYP.

2X FULL WIDTH PLATE
FASTENED W/ (2) .158"Ø P.A.F.
@ 24" O.C. - TYP.

SEE SECTION 'A' & PLANS
FOR TRUSS DETAILS &
DIRRECTION

SECTION 3/4"=1'-0
B
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P.T. 2X SILL PLATE - TYP.

8" CIP FOUNDATION WALL
W/ #4 VERTS. @ 12" O.C. & #4
VERTS @ 16" O.C.

1

1

1/2"Ø X 10" GALV. ANCHOR W/
2" 'L' @ 32" O.C. - TYP.

SEE PLANS
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SEE PLANS FOR FOOTING
SCHEDULE

#4 HOOKED BAR @ 12" O.C.
LAPPED TO VERT.

1/2" JOINT - TYP.

(2) #5 CONT. TOP & BOTTOM -
TYP. & @ 16" O.C. - TYP.

40"
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SUB-GRADE IMPROVEMENTS
PER GEOTECH REPORT

4" SLAB ON GRADE PER PLAN

21
2"  FROM EXT. F.O. FND TO
EXT. F.O. STUD -TYP. UNO
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SEE PLAN
T.O. FOOTING
SEE PLAN

RAIN LEADER
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5" WIDE X 1/4" 50KSI PLATE
FULL HEIGHT BOTH SIDES

PLATED COULUMN DETAIL

GRIDS: F&1.3, F&1.6,

TYP.
1/4"

5" WIDE X 1/4" 50KSI PLATE
FULL HEIGHT BOTH SIDES

PLATED COULUMN DETAIL

GRIDS: F&3

TYP.
1/4"

HSS5X5X1/2"

HSS5X5X1/2"

1-1/2"=1'-0

1-1/2"=1'-0
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