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WIRING TYPICALS

FA-702

4009—-9201 NAC EXTENDER PANEL

IF OPTIONAL SHIELDS ARE USED FOR IDNet WIRING.

FOLLOW THESE PRECAUTIONS.

OR HOST IDNet CONTROL PANEL
IDNet CONTROLLER ADDRESS: XX-XX

FROM PREVIOUS IDNet DEVICES
TO ADDITIONAL IDNet DEVICES

}CONNECT TO 120VAC 60HZ INPUT 3A MAX.
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1/ 5 OR RETURN TO HOST IDNet CONTROL PANEL
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6.2 Ah BATTERY
2081-9272

IF IDNet WIRING CONTINUES ON TO ANOTHER
DEVICE, TAPE SHIELDS TOGETHER. DO NOT
SHIELD. DO NOT TERMINATE SHIELD AT 4009 IDNet.

TERMINATE SHIELD AT 4009 IDNet.
IF IDNet WIRING TERMINATES AT 4009, TAPE

1
2.

1ST FLR CIRCUIT 3 NAC2:V3 @
2ND FLR CIRCUIT 2 NAC2:V2 @
2ND FLR CIRCUIT 1 NAC2:V1?

NC 2
AUX POWER
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