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EXISTING RTU
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ROOF NOTES:
1. ELEVATIONS ARE BASED OFF A FINISHED FLOOR

ELEVATION OF 100' - 0". VERIFY ALL ELEVATIONS WITH
STRUCTURAL DRAWINGS AND SPECIFICATIONS.

2. REFERENCE MECHANICAL AND STRUCTURAL DRAWINGS
FOR ADDITIONAL INFORMATION REGARDING EQUIPMENT
SIZES, LOCATIONS AND STRUCTURE.

3. ROOF INSULATION IS A CONSTANT THICKNESS IN AREAS
WHERE ROOF STEEL IS PITCHED.

4. ROOF INSULATION IS TAPERED IN AREAS WHERE ROOF
STEEL IS FLAT.

5. ROOF WALKWAY PADS SHOWN AT EQUIPMENT
LOCATIONS ARE FOR GEOGRAPHICAL REPRESENTATION
ONLY. COORDINATE FINAL LOCATIONS BASED ON
EQUIPMENT ACCESS REQUIREMENTS WITH MECHANICAL.
PROVIDE WALKWAY PADS AS NECESSARY.

ROOF ABBREVIATIONS:
BS BOILER STACK
CH CHILLER
CU CONDENSING UNIT
DP DUCT PENETRATION
EF EXHAUST FAN
EFS EXHAUST FAN ON SLEEPERS
ERU ENERGY RECOVERY UNIT
GEV GRAVITY EXHAUST VENT
GIV GRAVITY INTAKE VENT
GUY GUY WIRE TIE DOWN
HV HOT VENT
MAU MAKE-UP AIR UNIT
RD ROOF DRAIN
RL ROOF LADDER
RH ROOF HATCH
RTU ROOF TOP UNIT
SEF SMOKE EXHAUST FAN
SK SKYLIGHT
VTR VENT THRU ROOF

REFERENCE MECH. FOR
EQUIPMENT CURBS
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ROOF PLAN AND ROOF DETAILS
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M.M.C. HUTCHINS DRIVE
RENOVATION
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SDL

 3/32" = 1'-0"
ROOF PLAN A1

 1 1/2" = 1'-0"
ROOF DETAIL - MECHANICAL EQUIPMENT CURB D1


