
1. ALL SWINGING DOORS TO BE 1 3/4" THICK UNLESS NOTED
OTHERWISE.

2. ALL DOORS SHALL BE 3/4" UNDERCUT (TYPICAL) EXCEPT
WHEN THERE IS A BOTTOM FRAME/THRESHOLD OR
SPECIFICALLY NOTED OTHERWISE.

3. ALL DOORS WITH BOTTOM FRAMES OR SILL THRESHOLDS
SHALL HAVE MANUFACTURERS RECOMMENDED STANDARD
UNDERCUT.

4. GLAZING NOTED ON DOOR SCHEDULE IS FOR THE DOOR
AND BORROWED LIGHT IN THE FRAME TYPICAL.

5. SEE SPECIFICATIONS FOR GLAZING TYPES AND
INFORMATION.

6. GLAZING TO BE FREE OF STAMPS, MARKINGS, ETC. UNLESS
REQUIRED BY CODE TO IDENTIFY A RATING.

7. GLAZING STOPS ON BORROWED LIGHTS SHALL BE LOCATED
ON THE ROOM SIDE OF FRAME. BUTT JOINT ALL GLAZING
STOP TIGHT TO FRAME FOR A CLEAN, FINISHED
APPEARANCE.

8. CAULK PERIMETER OF DOOR AND WINDOW FRAMES TO THE
WALL. MATCH FRAME COLOR.

9. CAULK EDGES AND VOIDS ALONG WINDOW STOPS OF
HOLLOW METAL FRAMES PRIOR TO PAINTING TO PROVIDE A
CLEAN FINISHED APPEARANCE.

10. ALL LABELS ON RATED DOORS TO BE FREE OF PAINT AND
CLEARLY VISIBLE UPON INSPECTION.

DOOR NOTES:

AL ALUMINUM
FG FIBERGLASS
HM HOLLOW METAL
IN INSULATED
SF STOREFRONT
SS STAINLESS STEEL
TEMP TEMPERED GLASS
WIRE WIRED GLASS

DOOR ABBREVIATIONS:

HW1: LOCKSET (PASSAGE FUNCTION), HINGES, DOOR
STOP, DOOR SILENCERS

HW2: LOCKSET (PRIVACY FUNCTION), HINGES, DOOR
STOP, DOOR SILENCERS

HW3: LOCKSET (STORAGE FUNCTION), HINGES, DOOR STOP,
DOOR SILENCERS

HW4: LOCKSET (OFFICE/CLASSROOM FUNCTION), HINGES,
DOOR STOP, DOOR SILENCERS

CR = CARD READER
AO = AUTO OPERATOR

DOOR HARDWARE SETS:

1. DOORS LABELED AS "EXISTING" SHALL HAVE THEIR
CYLINDERS REPLACED WITH M.M.C. STANDARD DOOR
CYLINDERS. COORDINATE KEYING WITH OWNER.

2. ALL FIRE RATED DOORS TO RECEIVE SMOKE SEALS AND
CLOSERS.

3. NEW DOORS HARDWARE TO HAVE LEVER HANDLES THAT
MEET ADA REQUIREMENTS.

4. MMC STANDARDS FOR HARDWARE:

LOCKSETS SARGENT
CYLINDERS SARGENT REMOVABLE CORES

(NO EXCEPTIONS)
EXIT DEVICES SARGENT (NO EXCEPTIONS)
DOOR CLOSERS SARGENT (NO EXCEPTIONS)
OPERATORS HORTON, LOW ENERGY

DOOR HARDWARE NOTES:
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DOOR AND FRAME SCHEDULE - 1500 PRINT SHOP
DOOR #

DOOR
GLAZ

FRAME HARDWARE
SET FIRE RATING DOOR # REMARKSWIDTH HEIGHT THICK MAT'L ELEV MAT'L ELEV HEAD JAMB SILL

1501A 3' - 0" 7' - 0" 0' - 1 3/4" HM HG TEMP HM F1 N16/AE602 L16/AE602 HW1 1501A
1501B 6' - 0" 7' - 0" 0' - 1 3/4" HM N FIRE HM F1 N16/AE602 L16/AE602 HW1 45 MIN. 1501B AO
1502 6' - 0" 7' - 0" 0' - 1 3/4" 1502 EXISTING
1504 3' - 0" 7' - 0" 0' - 1 3/4" HM HG TEMP HM F1 N16/AE602 L16/AE602 HW1 1504
1505 3' - 0" 7' - 0" 0' - 1 3/4" HM HG TEMP HM F1 N16/AE602 L16/AE602 HW1 1505
1506 3' - 0" 7' - 0" 0' - 1 3/4" WD F HM F1 N16/AE602 L16/AE602 HW3 1506

DOOR AND FRAME SCHEDULE - 1600 WAREHOUSE
DOOR #

DOOR
GLAZ

FRAME HARDWARE
SET FIRE RATING DOOR # REMARKSWIDTH HEIGHT THICK MAT'L ELEV MAT'L ELEV HEAD JAMB SILL

1601A 3' - 0" 7' - 0" 0' - 1 3/4" 1601A EXISTING
1601B 3' - 0" 7' - 0" 0' - 1 3/4" 1601B EXISTING
1601C 8' - 0" 8' - 0" 0' - 2" 1601C EXISTING
1601D 8' - 0" 8' - 0" 0' - 2" 1601D EXISTING
1601E 8' - 0" 8' - 0" 0' - 2" 1601E EXISTING
1601F 8' - 0" 8' - 0" 0' - 2" 1601F EXISTING
1602B 14' - 0" 14' - 0" 0' - 3" 1602B EXISTING
1603A 8' - 0" 8' - 0" 0' - 2" 1603A EXISTING
1603B 8' - 0" 8' - 0" 0' - 2" 1603B EXISTING
1603C 8' - 0" 8' - 0" 0' - 2" 1603C EXISTING
1603D 8' - 0" 8' - 0" 0' - 2" 1603D EXISTING
1603E 8' - 0" 8' - 0" 0' - 2" 1603E EXISTING
1603F 8' - 0" 8' - 0" 0' - 2" 1603F EXISTING
1603G 3' - 0" 7' - 0" 0' - 1 3/4" TEMP HM F1 N16/AE602 L16/AE602 HW1 45 MIN. 1603G
1604A 3' - 0" 7' - 0" 0' - 1 3/4" 1604A EXISTING
1604B 6' - 0" 7' - 0" 0' - 1 3/4" HM N TEMP HM F1 N16/AE602 L16/AE602 HW3 1604B
1604C 3' - 8" 7' - 0" 0' - 1 3/4" HM F HM F1 N16/AE602 L16/AE602 HW3 45 MIN. 1604C
1605 3' - 0" 7' - 0" 0' - 1 3/4" 1605 EXISTING

DOOR AND FRAME SCHEDULE - 1100 SHARED SPACES
DOOR #

DOOR
GLAZ

FRAME HARDWARE
SET FIRE RATING DOOR # REMARKSWIDTH HEIGHT THICK MAT'L ELEV MAT'L ELEV HEAD JAMB SILL

1102 3' - 6" 7' - 0" 0' - 1 3/4" 1102 EXISTING
1103 6' - 0" 7' - 0" 0' - 1 3/4" 1103 EXISTING
1106 3' - 0" 7' - 0" 0' - 1 3/4" 1106 EXISTING
1107 3' - 0" 7' - 0" 0' - 1 3/4" 1107 EXISTING
1108A 3' - 0" 7' - 0" 0' - 1 3/4" 1108A EXISTING, CR
1109 3' - 8" 7' - 0" 0' - 1 3/4" HW1 1109 EXISTING - REINSTALL @ NEW HEIGHT
1111 3' - 0" 7' - 0" 0' - 1 3/4" 1111 EXISTING
1111A 3' - 0" 7' - 0" 0' - 1 3/4" 1111A EXISTING
1112 3' - 0" 7' - 0" 0' - 1 3/4" 1112 EXISTING
1112A 3' - 0" 7' - 0" 0' - 1 3/4" 1112A EXISTING
1113 3' - 0" 7' - 0" 0' - 1 3/4" 1113 EXISTING
1114A 4' - 0" 7' - 0" 0' - 1 3/4" WD N FIRE HM F1 N16/AE602 L16/AE602 HW1 45 MIN. 1114A
1114B 4' - 0" 7' - 0" 0' - 1 3/4" HM N FIRE HM F1 N16/AE602 L16/AE602 HW1 45 MIN. 1114B
1115 6' - 0" 7' - 0" 0' - 1 3/4" 1115 EXISTING
1116 3' - 0" 7' - 0" 0' - 1 3/4" HM F HM F1 N16/AE602 L16/AE602 HW2 1116

DOOR AND FRAME SCHEDULE - 1000 FACILITIES
DOOR #

DOOR
GLAZ

FRAME HARDWARE
SET FIRE RATING DOOR # REMARKSWIDTH HEIGHT THICK MAT'L ELEV MAT'L ELEV HEAD JAMB SILL

1002A 3' - 0" 7' - 0" 0' - 1 3/4" 1002A EXISTING
1002B 3' - 0" 7' - 0" 0' - 1 3/4" 1002B EXISTING, CR
1003A 3' - 10" 8' - 2" 0' - 1 3/4" 1003A EXISTING, CR
1003B 3' - 0" 7' - 0" 0' - 1 3/4" 1003B EXISTING
1004A 3' - 0" 7' - 0" 0' - 1 3/4" 1004A EXISTING
1004B 3' - 0" 7' - 0" 0' - 1 3/4" 1004B EXISTING
1006 3' - 0" 7' - 0" 0' - 1 3/4" 1006 EXISTING
1007 3' - 0" 7' - 0" 0' - 1 3/4" HM F HM F1 N16/AE602 L16/AE602 HW3 1007
1014 6' - 0

3/16"
7' - 0" 0' - 1 3/4" HM N FIRE HM F1 N16/AE602 L16/AE602 HW1 45 MIN. 1014 AO

1020 3' - 0" 7' - 0" 0' - 1 3/4" HM N FIRE HM F1 N16/AE602 L16/AE602 HW3 45 MIN. 1020 CR
1021 3' - 0" 7' - 0" 0' - 1 3/4" HM F HM F1 N16/AE602 L16/AE602 HW3 45 MIN. 1021
1022 3' - 0" 7' - 0" 0' - 1 3/4" HM F HM F1 N16/AE602 L16/AE602 HW3 45 MIN. 1022 CR
1023 3' - 0" 7' - 0" 0' - 1 3/4" HM F HM F1 N16/AE602 L16/AE602 HW3 1023
1025 6' - 0" 7' - 0" 0' - 1 3/4" 1025 EXISTING
1031 3' - 0" 7' - 0" 0' - 1 3/4" 1031 EXISTING
1032 3' - 0" 7' - 0" 0' - 1 3/4" 1032 EXISTING

DOOR AND FRAME SCHEDULE - 1200 N.I.S. - 2
DOOR #

DOOR
GLAZ

FRAME HARDWARE
SET FIRE RATING DOOR # REMARKSWIDTH HEIGHT THICK MAT'L ELEV MAT'L ELEV HEAD JAMB SILL

1201A 3' - 0" 7' - 0" 0' - 1 3/4" 1201A EXISTING
1201B 3' - 0" 7' - 0" 0' - 1 3/4" HM N FIRE HM F1 N16/AE602 L16/AE602 HW3 45 MIN. 1201B

DOOR AND FRAME SCHEDULE - 1300 N.I.S. - 4
DOOR #

DOOR
GLAZ

FRAME HARDWARE
SET FIRE RATING DOOR # REMARKSWIDTH HEIGHT THICK MAT'L ELEV MAT'L ELEV HEAD JAMB SILL

1301 6' - 0" 7' - 0" 0' - 1 3/4" HM F HM F3 N16/AE602 L16/AE602 HW3 1301

DOOR AND FRAME SCHEDULE - 1400 N.I.S. - 1
DOOR #

DOOR
GLAZ

FRAME HARDWARE
SET FIRE RATING DOOR # REMARKSWIDTH HEIGHT THICK MAT'L ELEV MAT'L ELEV HEAD JAMB SILL

1401 6' - 0" 7' - 0" 0' - 1 3/4" HM N FIRE HM F1 N16/AE602 L16/AE602 HW3 45 MIN. 1401

DOOR AND FRAME SCHEDULE -  N.I.S.
DOOR #

DOOR
GLAZ

FRAME HARDWARE
SET FIRE RATING DOOR # REMARKSWIDTH HEIGHT THICK MAT'L ELEV MAT'L ELEV HEAD JAMB SILL

1700A 6' - 0" 7' - 0" 0' - 1 3/4" 1700A EXISTING
1803 4' - 0" 7' - 0" 0' - 1 3/4" 1803 EXISTING

 3" = 1'-0"
DOOR HEAD DETAIL A12 3" = 1'-0"

DOOR JAMB DETAIL A15  3" = 1'-0"
WINDOW HEAD/JAMB DETAIL A9

 1/4" = 1'-0"
WINDOW TYPES E1

 1/4" = 1'-0"
DOOR FRAME TYPES C1

 1/4" = 1'-0"
DOOR LEAF TYPES A1

DOOR AND FRAME SCHEDULE - 2000 FACILITIES
DOOR #

DOOR
GLAZ

FRAME HARDWARE
SET FIRE RATING DOOR # REMARKSWIDTH HEIGHT THICK MAT'L ELEV MAT'L ELEV HEAD JAMB SILL

2002 3' - 0" 7' - 0" 0' - 1 3/4" 45 MIN. 2002 EXISTING
2003 3' - 0" 7' - 0" 0' - 1 3/4" 45 MIN. 2003 EXISTING, CR
2004 3' - 0" 7' - 0" 0' - 1 3/4" 2004 EXISTING, CR
2007 3' - 0" 7' - 0" 0' - 1 3/4" 45 MIN. 2007 EXISTING
2008 3' - 0" 7' - 0" 0' - 1 3/4" HM F HM F1 N16/AE602 L16/AE602 HW1 45 MIN. 2008
2010 3' - 0" 7' - 0" 0' - 1 3/4" 45 MIN. 2010 EXISTING
2011 3' - 0" 7' - 0" 0' - 1 3/4" 2011 EXISTING
2022 3' - 0" 7' - 0" 0' - 1 3/4" HM F HM F1 N16/AE602 L16/AE602 HW3 2022 CR

DOOR AND FRAME SCHEDULE - 2100 SHARED SPACES
DOOR #

DOOR
GLAZ

FRAME HARDWARE
SET FIRE RATING DOOR # REMARKSWIDTH HEIGHT THICK MAT'L ELEV MAT'L ELEV HEAD JAMB SILL

2101 6' - 0" 7' - 0" 0' - 1 3/4" 2101 EXISTING, CR

DOOR AND FRAME SCHEDULE - 2200 ADMINISTRATION
DOOR #

DOOR
GLAZ

FRAME HARDWARE
SET FIRE RATING DOOR# REMARKSWIDTH HEIGHT THICK MAT'L ELEV MAT'L ELEV HEAD JAMB SILL

2202 3' - 0" 7' - 0" 0' - 1 3/4" 2202 EXISTING
2215A 3' - 0" 7' - 0" 0' - 1 3/4" 2215A EXISTING
2215B 3' - 0" 7' - 0" 0' - 1 3/4" 2215B EXISTING
2215C 5' - 0" 7' - 0" 0' - 1 3/4" 2215C EXISTING
2216 3' - 0" 7' - 0" 0' - 1 3/4" WD HG TEMP HM F1 N16/AE602 L16/AE602 HW1 2216
2217 3' - 0" 7' - 0" 0' - 1 3/4" WD HG TEMP HM F1 N16/AE602 L16/AE602 HW1 2217
2218 3' - 0" 7' - 0" 0' - 1 3/4" 2218 EXISTING
2219 3' - 0" 7' - 0" 0' - 1 3/4" 2219 EXISTING
2222A 3' - 0" 7' - 0" 0' - 1 3/4" WD HG TEMP HM F1 N16/AE602 L16/AE602 HW1 2222A
2222B 3' - 0" 7' - 0" 0' - 1 3/4" HM F HM F1 N16/AE602 L16/AE602 HW3 2222B CR
2223 3' - 0" 7' - 0" 0' - 1 3/4" WD F HM F1 N16/AE602 L16/AE602 HW2 2223
2224 3' - 0" 7' - 0" 0' - 1 3/4" WD F HM F1 N16/AE602 L16/AE602 HW2 2224
2225 3' - 0" 7' - 0" 0' - 1 3/4" * 2225 EXISTING, PRIVACY HARDWARE
2226 3' - 0" 7' - 0" 0' - 1 3/4" 2226 EXISTING

 3" = 1'-0"
WINDOW HEAD/JAMB DETAIL C15


