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SEE NOTE 2
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EXISTING CORRIDOR. SEE DRAWING EL101 FOR NEW FIXTURE LOCATIONS.
EXISTING LIGHTS TO BE REMOVED TO ALLOW REMOVAL OF CEILING GRID &
INSTALLATION OF CABLE TRAY. RE-INSTALL LIGHTS AND RECONNECT TO

EXISTING BRANCH CIRCUITS AFTER NEW CEILING GRID HAS BEEN

LOCATIONS SHOWN ON EP101 EXTEND ANY REMAINING BRANCH CIRCUITS
INSTALLED.

EXISTING PANELBOARDS PP2-1, PP2-2 AND PP2-3 TO BE REMOVED. UTILIZE
TO NEW PANELBOARD LOCATIONS.

EXISTING FEEDER TO FEED NEW PANELBOARDS PP2A AND PP2B AT
EL101. EXTEND EXISTING WIRING AS REQUIRED TO ACCOMMODATE NEW

LOCATION.
LOCATION SHOWN ON EY101. EXTEND EXISTING WIRING AS REQUIRED TO

STORE PANELS AND TRANSFORMER AT LOCATION DIRECTED BY OWNER.
REMOVE EXISTING SMOKE DETECTORS AND RELOCATE AT LOCATIONS
ACCOMMODATE NEW DEVICE LOCATION.

SHOWN ON EY101. EXTEND EXISTING WIRING AS REQUIRED TO

ACCOMMODATE NEW DEVICE LOCATIONS.
REMOVE AND RELOCATE TWO 2x2 PARABOLICS TO NEW EXTENSION OF

BEE DE-ENERGIZED TO BE REMOVED AND RETURNED TO THE OWNER.
EXISTING EMERGENCY LIGHTING UNIT AND EMERGENCY LIGHTING
BATTERY CABINET TO BE RELOCATED TO NEW LOCATION SHOWN ON
REMAINING LIGHT. EXTEND EXISTING WIRING AS REQUIRED TO
RELOCATE EXISTING FIRE ALARM NOTIFICATION DEVICE TO NEW

SEE SHEET E-001 FOR LEGEND AND GENERAL NOTES.
ACCOMMODATE NEW SWITCH LOCATION.

GRID AS INDICATED ON SHEET EL101. RELOCATED
FIXTURES TO BE RE-FED FROM BRANCH CIRCUIT

RELOCATE EIGHT EXISTING LIGHTS IN NEW CEILING
THAT ADJACENT FIXTURES ARE FED FROM.

ASSOCIATED CONDUIT & WIRING.
@ RELOCATE SWITCH AT NEW LOCATION SHOWN ON EL101 TO CONTROL

@ EXISTING DISTRIBUTION PANELBOARDS AND TRANSFORMER THAT HAVE

@ REMOVE POWER FOR AUTOMATIC DOOR, PUSH PADS AND ALL
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