FIRE PROTECTION NOTES:

1)  THE SPRINKLER LAYOUTS INDICATED ON PLANS ARE SHOMN N
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4)  PROVDE WORKING PLANS. WORKING PLANS AS USED FOR THIS PROECT

B) STRUCTURAL — DETERMINE AND COORDINATE PIPING WITH STRUCTURAL.

C)  MECHANICAL - SEE MECHANICAL DRAWNGS IR DUCTWORK INSTALLATION,
COORDINATE SPRINKLER PIPING AND SPRINKLER LOCATION REQUIREMENTS
DUCT AS PER NFPA 13 STANDARDS. COORDINATE

D) ELECTRICAL — SEE ELECTRICAL DRAMNGS TO COORDINATE
FIRE PROTECTION CONTROL SYSTEM. COORDINATE SPRINKLER
LOCATION WTH LIGHTING PLAN.

E) PLUMBING - SEE PLUMEING DRAVINGS FOR FLOOR DRAN AND
SERWCE SNK LOCATIONS FOR ALL FIRE PROTECTION DRAINAGE
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