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. PROVIDE ALL LABOR, MATERIAL, EQUIPNENT, INCIDENTALS, METHODS AND SERVICES

WORK INDICATED COMPLETELY AND IN FULL OPERATION.

ALL WORK SHALL BE IN CONFORMANCE WITH ALL APPLICABLE LAWS, CODES AND
REGULATIONS ADOPTED BY MUNICIPAL, COUNTY, STATE AND FEDERAL AUTHORITES,
UTILTY COMPANIES, INSURANCE AGENCIES AND OTHER AUTHORITIES HAVING
JURISDICTION OVER THE WORK.
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REQURED IN THE THE WORK BY ALL AUTHORITES
HAVING JURISDICTION.
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TIMELY MANNER AND AT THE CONVENEENCE OF THE OWNER.

ALL WORK SHALL BE SCHEDULED AND COORDINATED WTH THE OWNER SO THAT
DISRUPTION TO THE AREAS INVOLVED IS KEPT TO A MINMUM. CONTRACTOR SHALL
GVE OWNER A MINIMUM OF 5 WORKING DAYS NOTICE OF ANY AND ALL WORK THAT
WILL INTERFERE WITH THE OWNER'S OPERATION 50 A SCHEDULE SUITABLE TO THE
OWNER CAN BE ARRANGED.

IN ADDITION TO SPECKFICS AS MAY BE DEFINED HEREINAFTER THE CONTRACTOR
SHALL PROTECT THE WORK SITE AND ALL HIS WORK AGAINST DAMAGE FROM ANY
SOURCE (INCLUDING BUT NOT LIMITED TO WATER. DUST. HEAT. FREEZING ETC.)
UNTIL FINAL COMPLETION AND ACCEPTANCE BY THE OWNER.

. WHERE PRODUCTS ARE SCHEDULED WITH A MANUFACTURER'S NAME AND MODEL

NUMBER IT IS TO ESTABUSH THE UNIT'S FEATURES AND STANDARD OF QUALITY.
ACCESSORIES SCHEDULED SHALL BE PROVIDED BY THE UNIT MANUFACTURER OR, IF
NOT A FACTORY STANDARD, BY THE CONTRACTOR.

PRODUCTS SUBMITTED AND ACCEPTED FOR USE THAT NECESSITATE CHANGES TO

THE WORK OF ANY OR ALL OTHER TRADES' WORK SHALL BE COORDINATED AND PAID
FOR BY THE CONTRACTOR MAKING THE SUBMISSION WHO REQUIRED THE CHANGE.

CONTRACTOR SHALL UPON COMPLETION OF THE WORK SUBMIT A SET OF RECORD
DRAWNGS SHOWNG ALL CHANGES FROM THE CONTRACT DRAMNG MADE N THE
INSTALLATION AND SHOWING DIMENSIONED LOCATIONS OF BUREED OR CONCEALED
EQUIPMENT OR PARTS OF THE WORK.

PRIOR TO DELIVERY OF MATERIALS TO THE SITE CONTRACTOR SHALL PROVIDE
MATERIAL SAFETY DATA SHEETS FOR ALL ITEMS AND MATERIALS USED N THE
WORK.

ALL EQUIPMENT SHALL HAVE ITS MANUFACTURER'S NAMEPLATE SECURELY
DESIG!

SHALL BE PROVIDED AND/OR WHERE EXISTING THEY SHALL BE AMENDED TO
REFLECT THE NEW WORK. PIPING AND CONDUIT SYSTEMS SHALL BE LABELED, AND
VALVES SHALL BE TAGGED.

ELECTRICAL CONTRACTOR SHALL PROVIDE MOTOR STARTERS AND DISCONNECT
SWITCHES FOR ALL MECHANICAL EQUIPMENT SPECIFIED WITHOUT MOTOR STARTERS
OR DISCONNECTS.

. EACH TRADE CONTRACTOR SHALL PROVIDE AND INSTALL AN APPROVED FIRE STOP

SEALANT, TOTALLY ENCLOSING ALL PENETRATIONS THROUGH CEILINGS, WALLS,
ROOFS AND FLOORS.

ALL WORK SHALL BE PERFORMED IN COMPLIANCE WITH CURRENT ENVIRONMENTAL
REGULATIONS.

UNLESS OTHERWISE NOTED ALL PARTS, EQUIPMENT AND MATERIALS SHALL BE NEW
AND SHALL BE ASME AND/OR UL APPROVED.

CONTRACTOR SHALL COMPLETE ALL CUTTING AND PATCHING REQUIRED FOR THE

MATCH EXISTING SURROUNDING AREAS OF CUTTING AND PATCHING WORK.
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