
50'-0

5

8

"

97'-9

1

4

"

2
2

'
-
9

3 4

"

6'-10

3

4

"

7
'
-
1

1

1 4

"

4'-0

5

8

"

4
'
-
4

"

7'-7

1

2

"

DIMENSION IS FROM FACE OF

EXISTING WALL FINISH TO NEW WALL STUD

DIMENSION IS FROM FACE OF

EXISTING WALL FINISH TO NEW WALL STUD

SALES AREA

100

WOMEN'S TOILET

101

MEN'S TOILET

102

CLOSET

103

SUPPORT AREA

106

OFFICE

104

MECHANICAL

105

GRAVITY RACK

SEE SPECIFICATIONS FOR ROUGH OPENING SIZE IN WALL

100.1

104.1

106.1

ADJUST MASONRY OPENING FOR NEW DOOR

6

1 4

"

NEW WALL

EXISTING WALL

WALL LEGEND

PREP AREA

NEW EYEWASH STATION

NEW VCT FLOOR AND 4" VINYL BASE

AT SALES AREA

NEW VCT FLOOR AND 4" VINYL BASE AT OFFICE

NEW WALL - TO DECK WITH DEFLECTION HEAD SLIP TRACK

- 5/8" GWB TO 12" ABOVE CEILING

- 6" METAL STUDS AT 16" O.C.

- 5/8" GWB TO 12" ABOVE CEILING

NEW WALL - FASTEN STUD TOP TRACK TO EXISTING CEILING GRID

- 5/8" GWB

- 3-5/8" METAL STUDS AT 16" O.C.

- 5/8" GWB

6

1

4

"

5

3 8

"

EXISTING MOP SINK TO REMAIN

EXPOSED CONCRETE FLOOR

EXISTING WOMEN'S TOILET

EXISTING MEN'S TOILET

G.C. TO CONFIRM EXISTING DOOR HARDWARE

IS FULLY OPERATIONAL

NEW 2X4 ACT CEILING AT 10'-0" AFF.

REFER TO SPECIFICATION

EXISTING 2X4 ACT CEILING PATCH AND REPAIR AS REQUIRED

NEW 2X4 RECESSED LIGHT FIXTURE

IN SALES AREA, TYPICAL

REFER TO SPECIFICATION

NEW TRACK MOUNTED LIGHTING, TYPICAL

REFER TO SPECIFICATION

EXISTING LIGHTING IN SUPPORT AREA

TO REMAIN

NEW 2X4 ACT CEILING AT 10'-0" AFF.

EXISTING 2X4 ACT CEILING

NEW THRU ROOF

EXHAUST FAN ABOVE PREP AREA

REFER TO SPECIFICATION
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A1-0

FLOOR PLAN

1

1/4" = 1'-0"

FLOOR PLAN

2

1/4" = 1'-0"

REFLECTED CEILING PLAN


