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2x BLOCKING BETWEEN TRUSSES - TYPICAL

CELLULOSE INSULATION

PVC TRIM

FLANGED VINYL WINDOW UNIT - TYPICAL

2x6 EXTERIOR STUD WALL

VINYL SIDING TBD BY OWNER - TYPICAL

SLOPE GRADE AWAY FROM BUILDING

MINIMUM 1/8" PER FOOT

4" PERFORATED DRAINAGE PIPE - CONTINUOUS

4" PERFORATED DRAINAGE PIPE - CONTINUOUS

2" XPS RIGID INSULATION

LAYER OF COMPACTED

CRUSHED STONE

CONTINUOUS 4" PERFORATED

RADON PIPE TIED TO VENT TO

RUN ABOVE ROOF

REINFORCED CONCRETE FOUNDATION WALL

AND FOOTING; SEE STRUCTURAL DRAWINGS

FOUNDATION WATERPROOFING

NEW FOUNDATION SLAB;

SEE STRUCTURAL

DRAWINGS
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DROPPED ACT CEILING WITH

MOISTURE RESISTANT TILE

GAF - MASTER FLOW® 10' ALUMINUM RIDGE VENT

INSTALL PER MANUFACTURERS INSTRUCTIONS
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