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INSUL INSULATED

DOORS FRAMES
REMARKS TYPE FR DETAILSFRHDWETHKSIZENO. GLASS

HEAD JAMBSIZETYPE

THRESHOLDS

FINSILL
DETAILS
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HOLLOW METAL

GLASS
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GL

W / WITH
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ABBREVIATIONS

DOOR SCHEDULE
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TS TRANSITION STRIP
TH THERMAL INSULATED
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1 34"
1 34"
1 34"
1 34"
1 34"

MFGR



3
8" = 1'-0"
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112

113

1 34"
1 34"


PRIMED H.M.
FLUSH DOOR

3
8" = 1'-0"

TEMPERED
THERMAL
GLASS

ALUMINUM WIDE STILE
STOREFRONT DOOR

2

3

PTD H.M. MASONRY PROFILE
FRAME, 2" x 5 34"

ALUMINUM FRAME,
2"x4" NOMINAL.

 PTD HOLLOW METAL CHANNEL FRAME

ELECTRO MAGNETIC

EXISTING

ALUMINUMAL

EMHO

AL

(E)
EDGE STRIPES

HOLD OPENER

DRYWALLDW

ALUMINUM SECTIONAL FULL GLASS
OVERHEAD DOOR

1 34"

1 34"

4

5

6

7

1

2

3

4

5

6

7 7A

HW-1 EXTERIOR SINGLE DOOR - STOREFRONT

3 BUTTS
1 EXIT DEVICE WITH EXTERIOR PULL
1 CLOSER - PARALLEL ARM
1 THRESHOLD - ADA
1 DOOR BOTTOM SWEEP
1 JAMB & HEAD WEATHERSTRIPPING SET

HW-2 EXTERIOR HM SINGLE DOOR
3 BUTTS
1 CLOSER - PARALLEL ARM
1 LEVER LOCKSET - STORE ROOM FUNCTION
1 THRESHOLD - ADA
1 DOOR BOTTOM SWEEP
1 JAM & HEAD WEATHERSTRIPPING SET
1 KICKPLATE

HW-3 INTERIOR SINGLE DOOR - STOREFRONT
3 BUTTS
1 EXIT DEVICE WITH PULL
1 CLOSER - PARALLEL ARM
1 DOOR BOTTOM SWEEP
1 JAMB & HEAD WEATHERSTRIPPING SET

HW-4 INTERIOR RATED HM SINGLE DOOR
3 BUTTS
1 EXIT DEVICE WITH PULL
1 CLOSER - PARALLEL ARM
1 DOOR STOP
2 FRAME SILENCERS

HW-5 INTERIOR RATED WOOD SINGLE DOOR
3 BUTTS
1 LEVER LOCKSET - STORE ROOM FUNCTION
1 CLOSER - PARALLEL ARM
1 KICKPLATE
1 DOOR STOP
2 FRAME SILENCERS

HW-6 INTERIOR WOOD  SINGLE DOOR
3 BUTTS
1 PUSH PLATE/PULL SET
1 CLOSER - PARALLEL ARM
1 KICKPLATE
1 DOOR STOP
2 FRAME SILENCERS

HW-7 INTERIOR WOOD  SINGLE DOOR
3 BUTTS
1 LEVER LATCHSET - PASSAGE FUNCTION
1 CLOSER - PARALLEL ARM
1 DOOR BOTTOM SOUND SEAL
1 JAMB & HEAD SOUND SEAL
1 KICKPLATE
1 DOOR STOP

MFGR
MFGR

MFGR
MFGR
MFGR

1 34"

114 1 34"
115 1 34"
116 1 34"
117 1 34"

1
2" x 5"

1
2" x 5"

1
2" x 5"

1
2" x 5"

1
2" x 5"

1
2" x 5"

FULL THICKNESS ACOUSTICAL
BATT INSULATION

5
8" F.C. GWB w/ TAPE COAT (MIN.)

15
8" x35

8" x 20 ga.
METAL STUDS @ 16" O.C.

UL #404

NOTE:
PARTITION SHALL EXTEND FROM  
CONCRETE FLOOR SLAB TO 
UNDERSIDE OF METAL ROOF DECK;
SEE 1A-A2 FOR DEFLECTION
TRACK DETAIL.

METAL ROOF DECK &
ROOFING SYSTEM (ABOVE)

CONT. COMPRESSIBLE FIRESTOP
INSULATION @ CONT. METAL
EXTENDED LEG DEFLECTION TRACK

CONT. 5/8" F.C.GWB (8" MIN. HIGH)
w/ CONT. FIRESTOP SEALANT @
METAL DECK JOINT

CONT. COMPRESSIBLE FIRESTOP
INSULATION

CONT. BACKER ROD & FIRESTOP SEALANT
@ VOID; TYPICAL BOTH SIDES OF WALL

TYPICAL UL#404 ONE HOUR FIRE
RATED DEMISING PARTITION
(SEE A2)

FULL THICKNESS ACOUSTICAL
BATT INSULATION

5
8" PTD GWB, EACH FACE

OF FRAMING

1 58" x 3 58"*
20 GAGE METAL
STUDS @ 16" O.C.

FULL THICKNESS ACOUSTICAL
BATT INSULATION

5
8" PTD GWB

1 58" x 3 58"*
20 GAGE METAL
STUDS @ 16" O.C.

5
8" GWB

FRP TO 48" A.F.F.)
(AT CUSTODIAL)

PLUMBING VENT STACK
(4" MAX.)

1 58" x 6"*
20 GAGE METAL
STUDS @ 16" O.C.

FULL THICKNESS ACOUSTICAL
BATT INSULATION

5
8" PTD GWB

5
8" GWB

FRP TO 48" A.F.F.)
(AT CUSTODIAL)

FULL THICKNESS ACOUSTICAL
BATT INSULATION

CERAMIC TILE w/ BACKER BOARD
(58" DURAROCK)
EACH FACE OF FRAMING
TO 48" A.F.F.
(PTD GWB ABOVE)

1 58" x 3 58"*
20 GAGE METAL
STUDS @ 16" O.C.

     FRP TO 48" A.F.F. w/ 58" GWB
IN LIEU OF BACKER BOARD & TILE.

PTD GWB ABOVE FRP

FULL THICKNESS ACOUSTICAL
BATT INSULATION

CERAMIC TILE w/ BACKER BOARD
(58" DURAROCK)
TO 96" A.F.F. AT TOILETS
(PTD GWB ABOVE)

PLUMBING VENT STACK
(4" MAX.)

1 58" x 6"
20 GAGE METAL
STUDS @ 16" O.C.
      1 58" X 3 58" STUDS

5
8" PTD GWB

FULL THICKNESS ACOUSTICAL
BATT INSULATION

CERAMIC TILE w/ BACKER BOARD
(58" DURAROCK)
TO 48" A.F.F. AT TOILETS
(PTD GWB ABOVE)

1 58" x 3 58"*
20 GAGE METAL
STUDS @ 16" O.C.

5
8" PTD GWB


PTD H.M. DRYWALL PROFILE
FRAME--2" x WALL DEPTH

FIRE RATED 
CLEAR FINISH CLEAR FINISH FLUSH

S.C. WOOD DOOR

CLEAR FINISH FLUSH
S.C. WOOD DOOR

CLEAR
FIRE RATED
GLASS

TEMPERED
GLASS

PRIMED INSULATED THERMAL BREAK
SECTIONAL OVERHEAD DOOR

INSULATED
GLASS, TYP.

(w/ DECAL FINISH
BY TENANT)

FLUSH S.C. WOOD
DOOR

(w/ DECAL FINISH BY TENANT)

UL #404

NOTE:
PARTITION SHALL EXTEND FROM  
CONCRETE FLOOR SLAB TO 
UNDERSIDE OF METAL ROOF DECK;
SEE 1A-A2 FOR DEFLECTION
TRACK DETAIL.

UL #404 @

NOTE:
PARTITION SHALL EXTEND FROM  
CONCRETE FLOOR SLAB TO 
UNDERSIDE OF METAL ROOF DECK;
SEE 1A-A2 FOR DEFLECTION
TRACK DETAIL.

UL #404 @

NOTE:
PARTITION SHALL EXTEND FROM  
CONCRETE FLOOR SLAB TO 
UNDERSIDE OF METAL ROOF DECK;
SEE 1A-A2 FOR DEFLECTION
TRACK DETAIL.

5A

7A5A

UL #404

NOTE:
PARTITION SHALL EXTEND FROM  
CONCRETE FLOOR SLAB TO 
UNDERSIDE OF METAL ROOF DECK;
SEE 1A-A2 FOR DEFLECTION
TRACK DETAIL.

NOTE:
SEE  1A
FOR TOP
OF WALL

NOTE:
SEE  1A
FOR TOP
OF WALL

NOTE:
SEE  1A
FOR TOP
OF WALL

NOTE:
SEE  1A
FOR TOP
OF WALL


