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A1.01 FLOOR PLANS
A1.02 FLOOR PLANS & ELEVATIONS
A1.03 ELEVATIONS
A1.04 ELEVATIONS & SECTIONS
A1.05 SCHEDULES

Design Criteria - This project has been designed for compliance with the following codes
A. International Building Code (IBC) 2009 Edition
B. NFPA 101 - 2003 Edition

Convert existing  (A-3 Assembly), to Residential R-3

Total Square footage 7,770 sf
Occupancy Classification Group R-3 Assembly

Code Planned
Occupant Load Ground Floor (2,590 sf)13 11
Occupant Load 1ST Floor (2,590 sf) 13 15
Occupant Load Loft Floor (2,590 sf) 13 11

Construction Classification Type V

Fire System Requirements:
A. An automatic sprinkler system is provided
B. Portable fire extinguishers rating shall be

2-A:20-B:C. spacing shall not exceed 75-feet
C. Fire Alarm and detection system is required.
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