
UL#U465

WOOD STUDS
@ 16" O.C. -
MATCH EXISTING

PTD 58" F.C. GWB

FULL THICKNESS ACOUSTICAL
BATT INSULATION

NOTES:

1. PARTITION SHALL EXTEND FROM
FLOOR STRUCTURE TO
UNDERSIDE OF MEZZANINE
CEILING STRUCTURE / ROOF
STRUCTURE (AS INDICATED).

2. SEE 3-A3 FOR FIRESTOPPING
DETAILS.

2x6 WOOD STUDS
@ 16" O.C.

FULL THICKNESS ACOUSTICAL
BATT INSULATION

PLUMBING VENT STACK
(4" MAX.)

5
8" PTD GWB

UL#U465

NOTES:

1. PARTITION SHALL EXTEND FROM
FLOOR STRUCTURE TO
UNDERSIDE OF MEZZANINE
CEILING STRUCTURE / ROOF
STRUCTURE (AS INDICATED).

2. SEE 3-A3 FOR FIRESTOPPING
DETAILS.

PARTITION SHALL EXTEND FROM

SEE 3-A3 FOR FIRESTOPPING

2x4 WOOD STUDS
@ 16" O.C.

1
2" PTD GWB,
EACH FACE OF FRAMING

FULL THICKNESS ACOUSTICAL
BATT INSULATION

NOTES:

1. PARTITION SHALL EXTEND FROM
FLOOR STRUCTURE TO
UNDERSIDE OF MEZZANINE
CEILING STRUCTURE / ROOF
STRUCTURE (AS INDICATED).

2. SEE 3-A3 FOR FIRESTOPPING
DETAILS.

NEW 12" PLYWOOD SUBFLOOR

EXISTING 34" PLYWOOD FLOOR
SHEATHING (F.V.)
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EXISTING / NEW WOOD
FLOOR JOIST

7
8" METAL FURRING @ 16" O.C.

5
8" F.C. PTD GWB

(REMOVE EXISTING 12" GWB) UL#L502
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AS NOTED

INSUL INSULATED

DOORS FRAMES
REMARKS TYPE FR DETAILSFRHDWETHKSIZENO. GLASS

HEAD JAMBSIZETYPE

THRESHOLDS

FINSILL
DETAILS

(w x h)

T
TB

V
W
WD

TEMPERED
THERMAL BREAK

VINYL
WIRE
WOOD

HOLLOW METAL

GLASS

HM

GL

W / WITH
STAINLESS STEELSS

ABBREVIATIONS

DOOR SCHEDULE
TS TRANSITION STRIP
TH THERMAL INSULATED

1 34"
1 34"
1 34"
1 34"
1 34"

1
2" = 1'-0"

1

3
8" = 1'-0"

2

3

ELECTRO MAGNETIC

EXISTING

ALUMINUMAL

EMHO

AL

(E)
EDGE STRIPES

HOLD OPENER

DRYWALLDW

4

1

2

3

11
2" =1'-0"

*PATCH / PAINT

RM

FINISH 
SCHEDULE

NO. NAME E
WALLS

N S W BASEMAT'LMAT'L
FLOORS

BASE HT.
CEILING A
TYPE TYPE HT.

CEILING B REMARKS
STAFF
TASTING ROOM
UNISEX TOILET
UNISEX TOILET
PRODUCTION AREA
PRODUCTION AREA
PRODUCTION AREA

(E)* (E) CH VCB (E)8'-0"
8'-0"

P/GWBP/GWBP/GWB 8'-0"P/GWB
P/GWBP/GWBP/GWB 8'-0"P/GWB

QC LAB (E) P

FCB
EP EPOXY PAINT

EXISTING
CERAMIC TILE
CONCRETE MASONRY UNIT
CONCRETE w/ HARDENER
CARPET

(E)
CT
CMU

C

FLOOR COATINGS SYSTEM

CH
VB VINYL BASE
VCT VINYL COMPOSITION TILE

ABBREVIATIONS
FV

RUBBER COVE BASEFRP

GL
GWB

P

FIBERGLASS REINFORCED PANELS

FIELD VERIFY
GLASS
GYPSUM WALL BOARD

PAINT
WOOD
WALL COVERING (TYPE)

SUSPENDED ACOUSTICAL TILE

QUARRY TILE WD
WC(1)

SAT

QT
PAINT COAT SYSTEMPCS

RCB

MP METAL PANEL

RESINOUS FLOORINGRF

STAINLESS STEELSS

(E)*

(E) P

(E)*

(E) P

(E)*

(E) P

(E)* (E)* (E)*

(E)*

(E)*

(E)*(E)
(E)*
(E)*

(E) (E)
(E)(E)

(E)(E) (E)
(E) (E) (E)

(E)

(E) CH
(E) CH
(E) CH
(E) CH
(E) CH
(E) CH
(E) CH
(E) CH

VCB
VCB
VCB
VCB*
VCB*
VCB*
VCB*

(E)*
P/GWB
P/GWB
P/GWB

(E) (E)
(E) (E)
(E) (E)
(E) (E)
(E) (E)

*PATCH / PAINT

*PATCH / PAINT
*PATCH / PAINT
*PATCH / PAINT
*PATCH / PAINT
*PATCH / PAINT

FLUSH S.C. TRANSPARENTA MAPLE VENEER DOOR

HW-1 NEW INTERIOR DOOR

3 BUTTS
1 LEVER LOCKSET - OFFICE FUNCTION
1 DOOR CLOSER
2 FRAME SILENCERS

HW-2 NEW INTERIOR DOOR

3 BUTTS
1 LEVER LOCKSET -  PRIVACY FUNCTION

WITH OCCUPANCY INDICATOR
1 DOOR STOP
2 FRAME SILENCERS

HW-3 NEW INTERIOR PAIR DOORS

6 BUTTS
1 LEVER LOCKSET - STORE ROOM FUNCTION
2 FLUSH BOLTS
2 FRAME SILENCERS

FULL GLASS / STEEL
B SECTIONAL OVERHEAD DOOR

MODEL 430 w/ HIGH-LIFT TRACK

1
4" TEMP. GLASS

(TYP) ALL PANELS

6

1
2" = 1'-0"5

CEILING AT
UNISEX TOILET
 104  BELOW -
SIM. TO

A5
4

PRODUCTION AREA
EQUIPMENT PLATFORM

EXISTING EXTERIOR WALL

EXISTING SMOKE
PARTITION FROM
PLATFORM FLOOR TO
UNDERSIDE OF ROOF
DECK ABOVE (SEPARATE
FROM TASTING ROOM)
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NEW TYPICAL 42" HIGH
GUARD WALL - 2 x 4 STUDS
@ 16" O.C. w/ 12" PTD GWB
EACH FACE & PTD 1x CAP

NEW 30" LADDER

OPEN TO
PRODUCTION AREA

 105  BELOW

PLATFORM FRAMING PLAN
SCALE: 1/2" = 1'-0"

POST RIM JOIST DETAIL
SCALE: 3" = 1'-0"
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NOTE:
2x4 DIAGONAL CROSS BRACING,
EACH FACE OF 5x5 POSTS,
THIS SIDE ONLY (DASHED)

OUTLINE OF N.I.C. BELOW (DASHED)

TYPICAL 5x5 PSL POSTS

2x10 JOISTS @ 16" O.C.
w/ SIMPSON HANGERS
& MIDSPAN BLOCKING

3
4" T&G PLYWOOD

(2) 2x10

(4) 12"Ø
LAG BOLTS
w/ WASHER,
EACH FACE

AT EACH POST
LOCATION

5x5 PSL POST

OUTLINE OF
COOLER
BELOW

10 MAY '161

3

FIELD VERIFY FRAMED OPENING
AT EXISTING COMPRESSOR (DASHED)

2" FACE PTD H.M.
KNOCK-DOWN DRYWALL (DW)
PROFILE FRAME

HW-4 EXISTING EXTERIOR DOOR (NO WORK)

3 EXISTING BUTTS
1 EXISTING LEVER LOCKSET - EXIT FUNCTION
1 EXISTING CLOSER
1 EXISTING THRESHOLD
1 EXISTING WEATHERSTRIPPING SET

HW-5 EXISTING EXTERIOR DOOR

3 EXISTING BUTTS
1 NEW LEVER LOCKSET - EXIT FUNCTION
1 NEW CLOSER
1 EXISTING THRESHOLD
1 EXISTING WEATHERSTRIPPING SET

HW-6 EXISTING INTERIOR DOOR

3 EXISTING BUTTS
1 NEW LEVER LOCKSET - PASSAGE FUNCTION

HW-7 EXISTING INTERIOR PAIR DOORS

6 EXISTING BUTTS
1 NEW LEVER LOCKSET - EXIT FUNCTION
2 NEW FLUSHBOLTS (INACTIVE LEAF)
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(2) 2x10
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27 MAY '163
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