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1.  PROVIDE SUFFICIENT SPACE BELOW THE SANITARY OUTLET PIPE ELBOW TO PLACE A
     FIVE GALLON BUCKET DURING EYEWASH TESTING.
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The Contractor shall verify and be responsible for all dimensions. DO
NOT scale the drawing - any errors or omissions shall be reported to
Stantec without delay.
The Copyrights to all designs and drawings are the property of
Stantec. Reproduction or use for any purpose other than that
authorized by Stantec is forbidden.
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Stantec Consulting Services Inc.
3 Columbia Circle Suite 6
Albany, NY 12203-5158
Tel:      (518) 452-4358  /   Fax:      (518) 452-9234
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