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WALL AND FOOTING
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(B5/SB100)

STEP FTG TO
MATCH EXISTING

(C6/S001)

WALL AND FOOTING
TIE-IN TO EXISTING

(B5/SB100)

(2)#4 BARS x
4'-0"LONG AT MID-

SLAB AT RE-ENTRANT
CORNERS AND DOOR-

WAYS (TYP)

B5

SB100

________

B6

SB100

________

(3)#4 DOWELS x 2'-8"LONG
IN FTG - EMBED 8" INTO
FDN WALL SET IN EPOXY

(3)#4 DOWELS x 2'-8"LONG
IN FTG - EMBED 8" INTO

(E) FDN WALL SET IN EPOXY

D5

SB100

TYP.
________
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TYP.
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SB100
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SB100
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C6
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C-1
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S001
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NON-SHRINK 
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TYPICAL ANCHOR BOLT SETTING
(UNLESS NOTED)

TOP OF PIER OR
FOOTING

ANCHOR ROD NOTES:
1. ASTM 1554, GRADE 36 (TYP), UNO

3/16

(4) 1 1/16"DIA 
HOLES

BASE PLATE TYPE "B-1"
3/4"Ø ANCHOR BOLTS, EMBED = 9"
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"
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BASE PLATE THICKNESS CHART:

A =  5/8"

B - # X

INDICATES BASE PLATE

BASE PLATE TYPE NUMBER

INDICATES BASE PLATE 
THICKNESS

BASE PL MARKER LEGEND

1/4"/FT SLOPE

SEE DETAIL D5/SB100
FOR WALL & FTG REINF

#4 x12" DOWELS @ 12"O.C.

6
"

SLAB-ON-GRADE 
SEE PLAN

EXTERIOR FINISHES -
COORD. w/ARCH. DWGS.

8"

8
"

SLAB REINFORCING:
TOP BARS: #4@12"O.C.

BOTTOM BARS: #4@6"O.C.
3" CLR FROM BOTTOM OF SLAB

6" STRUCTURAL FILL

6" STRUCTURAL FILL

3 1/2" THICK HIGH DENSITY EXTRUDED 
POLYSTYRENE INSULATION. INSULATION EXTENDS 

4'MIN. BEYOND EXTERIOR EDGES

PAVEMENT OR 
LANDSCAPING BY 

OTHERS 4' - 0" MIN.

GRADE SUBGRADE TO 
SLOPE TO EXISTING 

FOUNDATION DRAINAGE

3

1

1
6
"

SLAB-ON-GRADE 
SEE PLAN

SLAB-ON-GRADE
SEE PLAN

8" REINFORCED CMU WALL-
GROUTSOLID AT AND BELOW

SLAB, TYP.

3
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C
L
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1
' -
 0
"

2' - 6"

(3)#4 BARS CONT. IN  FTG

SLAB-ON-GRADE
SEE PLAN

3
" 
C
L
R

1
' -
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"

2' - 6"

8
"

8
"

SOLID FILL CORES
BELOW SLAB

REBAR PER SCHEDULE
SEE SHEET SF112

TYPICAL UNLESS NOTED

(3)#4 BARS 
CONT. IN  FTG

SLAB-ON-GRADE, SEE PLAN 

FINISH GRADE - SEE CIVIL 
DWGS.

CONT. 1/2" ISOLATION JT
AND SEALANT

3
" 
C
L
R
.

#4@18"O.C. - VERT.
EACH FACE

#4@14"O.C. - HORIZ.
EACH FACE

(3)#4 BARS CONT. 
IN FTG

ROUGHEN SURFACE
TYP.

4
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B
E
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O
W
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H
 G
R
A
D
E
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T
Y
P
.

8" REINFORCED CMU WALL 
SEE PLAN

WALL FINISHES -
SEE ARCH. DWGS

CONTINUOUS 4" PVC
UNDERDRAIN

EROSION FABRIC
MIRAFI 140NX OR

EQUAL

8"

(WALL WIDTH)

1' - 2"8"

1
' -
 0
"

TYP
1 1/2" CLR

#4 BENT BARS AT TOP
OF WALL @ 18"O.C.

6" 8"

4"

COL

1' - 0"

LAP

1' - 0" MIN

T.O.W. EL. 0'-4"

T.O.W. EL. 0'-0"

SLAB-ON-GRADE
SEE PLAN

FINISH GRADE - SEE CIVIL 
DWGS.

CONT. 1/2" ISOLATION
JOINT AND SEALANT

WALL REINFORCING
SHALL CONTINUE THRU

PIER

ROUGHEN SURFACE
TYP.

4
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6
" 
M
IN
. 
B
E
L
O
W
 F
IN
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H
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R
A
D
E
, 
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P
.

COLUMN - SEE PLAN

WALL FINISHES -
SEE ARCH. DWGS

SEE WALL AND
FTG DETAIL

COL

2" CLR.

S
E
E
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L
A
N

8
" 
T
Y
P

CONCRETE WALL BEYOND

PIER REINFORCING - SEE PLAN

LINE OF FDN WALL BEYOND

(3) TIES @ 3"O.C. AT TOP

8" 8"

10"

4
"

5"

1.

2.

3.

FINISH SLAB ELEVATION = EXISTING (NOMINALLY REFERRED TO 0'-0" IN 
THESE DRAWINGS) UNLESS NOTED OTHERWISE.

TOP OF WALL ELEVATION = 0'-0" UNLESS NOTED OTHERWISE

BOTTOM OF FOOTING SHALL BE 4'-6" MIN. BELOW FINISHED GRADE

INDICATES CONCRETE PIER - SEE C3/SB100 FOR SCHEDULE

INDICATES BASE PLATE TYPE - SEE A6/SB100 FOR DETAILS

INDICATES COLUMN TYPE - SEE C3/SB100 FOR SCHEDULE

INDICATES CONTROL JOINT, REFER TO B4/S001

C-#

B-#X

C-#P- #

CJ

FOUNDATION PLAN NOTES/LEGEND:

(E) SLAB

(E) PIT WALL
(E) PIT

(E) FDN WALL

SLAB-ON-GRADE
SEE PLAN

1/2" ISOLATION JOINT
AND SEALANT

(E) MASONRY WALL

1' - 0"

8
"

(E) SLAB

(E) PIT WALL
(E) PIT

(E) FDN WALL

REMOVE SHADED 
PORTION OF EXISTING 

FOUNDATION WALL

REINFORCED 8" CMU WALL

#4 BENT BARS @ 24"O.C. -
EMBED 8" INTO (E) TOP OF WALL

CONT. (2) #4 BARS 

SLAB-ON-GRADE
SEE PLAN

CONCRETE SLAB

PROVIDE 1/2" ISOLATION JOINT
ONLY AT SLAB, NOT WALL

TOP OF SLAB

SEE PLAN

(3)#4 x 18" LONG DOWELS AT
PROPOSED FOOTING TO (E)
FOOTING (MIN. EMBED = 5")
SET IN EPOXY. PROVIDE AT 
ALL INTERIOR SPREAD FOOTINGS
WHERE APPLICABLE

(E) REINFORCED CONCRETE
SLAB AND FOUNDATION WALL

#6 x 20" LONG DOWELS AT
PROPOSED WALL TO (E)

WALL (MIN. EMBED = 8") - VERT.
SPACING = 8"O.C., SET IN EPOXY

BOTTOM OF PROPOSED
FOOTING SHALL MATCH

(E) FOOTING

NOTE: SEE APPROPRIATE FOUNDATION WALL SECTION FOR REINFORCING AND DETAILS.
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 1/4" = 1'-0"

B3 STRUCTURAL ~ FOUNDATION PLAN

Revision Schedule

No. Date Description

 1 1/2" = 1'-0"

A6 BASE PLATE TYPES

 3/4" = 1'-0"

C6 DETAIL

 3/4" = 1'-0"

B6 CMU TO FOOTING DETAIL

 3/4" = 1'-0"

B5 CMU TO FOOTING DETAIL AT DOORWAY

 3/4" = 1'-0"

D5 SECTION AT EXTERIOR WALL

 3/4" = 1'-0"

D6 TYPICAL DETAIL AT EXTERIOR PIER

COLUMN SCHEDULE

MARK SIZE

C-1 HSS6.625X0.375

PIER SCHEDULE

MARK SIZE REINFORCING

P-1 20 x 20 (8)#5 VERTICAL BARS w/#3 TIES @ 10"O.C.
(3)#3 TIES @ 3" AT TOP OF PIER

 3/4" = 1'-0"

A3 SECTION AT EXISTING WALL

 3/4" = 1'-0"

A1 SECTION AT THICKENED SLAB AT EXISTING WALL

 3/4" = 1'-0"

A5 PROPOSED WALL TIE-IN TO EXISTING
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