
Riverside   
Golf Course -  
North Course 
Club House  
Renovations

Scale: As Noted

	

5 Milk Street

Portland, Maine  04101
207 774 4811

www.wintonscott.com	

	


WSA
WINTON SCOTT

ARCHITECTS

REVISIONS

 
Life Safety Plan

A 001

Riverside Street 
Portland, Maine

Structural Engineering:  
BECKER STRUCTURAL 
ENGINEERS, INC.

HVAC & plumbing Engineering:  
MECHANICAL SYSTEMS 
ENGINEERS

Electrical Engineering:  
SWIFT CURRENT 
ENGINEERING

Food Service Design Consultant:  
TJM CONSULTING 

PERMIT 
DOCUMENTS

January 29, 2014

DN

EXIST'G 
PRO-SHOP

EXIST'G 
MGR.

EXIST'G 
STOR.

Roof Below

EXIST'G 
STAIR

EXIST'G 
EQUIPMENT 
STORAGE

EXIST'G 
DECK

EXIST'G ENTRY

EXIST'G 
MEN

EXIST'G 
WOMEN

44'-0"

201
DINING

KITCHEN 
203

BAR
202 204

205 206
207

208 209

210

Waiter 
Station

POS

POS

UPPER LEVEL  PLAN
Not To Scale

LOWER LEVEL  PLAN
Not To Scale

UP

EXIST'G 
MECH/ELEC RM.

EXIST'G 
STOR.

EXIST'G MEETING RM
EXIST'G BAG  

STORAGE

EXIST'G CORRIDOR

EXIST'G 
STAIR

EXIST'G STOR.

EXIST'G WOMEN'S 
LOCKER ROOM

EXIST'G MEN'S 
LOCKER ROOM

EXIST'G  
ACCESSIBLE 
BATHROOM

EXIST'G 
ENTRY

KITCHEN STORAGE STORAGE

GENERAL STORAGE 

101102

103

104

105 106

107

108

109

110

111

112

113

!
WALK-IN!
COOLER.!
SEE FOOD !
SERVICE!
DRAWINGS !
FOR ALL !
KITCHEN EQUIP.

NO WORK !
SCHEDULED !
IN THIS AREA

Future 
Gas 
F.P.

F.E. EXIT

EXIT

EXIT

MAIN ENTRANCE

1 HOUR RATED STAIR!
ENCLOSURE W/ 60 MIN.!
DOORS/FRAMES

F.E.

F.E.

1 HOUR RATED CLG!
DUE TO RATED !
STAIRWELL ABOVE

1 HOUR RATED CLG!
DUE TO EXIST'G !
BATHROOMS ABOVE

EXIT

EXIT

60 MIN RATED STAIR!
ENCLOSURE W/ 60 MIN.!
DOORS/FRAMES. 60 MIN.!
RATED CEILING TO !
SEPARATE RATED STAIR!
ENCLOSURE FROM ATTIC

EXIT

EXIT

EXIT
EXIT

EXIT

OCCUPANT!
LOAD @15 !
S.F./PERSON!
= 98 

OCCUPANT!
LOAD @100 !
S.F./PERSON!
= 5 

OCCUPANT!
LOAD @500 !
S.F./PERSON!
= 2 

OCCUPANT!
LOAD @ 30 !
S.F./PERSON!
= 32 

OCCUPANT!
LOAD @500 !
S.F./PERSON!
= 4 

OCCUPANT!
LOAD @500 !
S.F./PERSON!
= 1 

OCCUPANT!
LOAD @15!
S.F./PERSON!
= 45 

OCCUPANT!
LOAD @15 !
S.F./PERSON!
= 25 

25% OF LOAD!
= 26 PEOPLE 

25% OF LOAD!
= 26 PEOPLE 

50% OF LOAD!
= 52 PEOPLE 

100% OF LOAD!
= 2 PEOPLE 

50% OF LOAD!
= 16 PEOPLE 

68 !
PEOPLE 

50% OF LOAD!
= 16 PEOPLE 

50% OF LOAD!
= 35 PEOPLE 

50% OF LOAD!
= 36 PEOPLE 

50% OF LOAD!
= 2 PEOPLE 

50% OF LOAD!
= 2 PEOPLE 68 !

PEOPLE 

!
106 PEOPLE 

26
'-
0"

Mi
n.

 D
ist

an
ce

 b
et

we
en

 e
xit

s =
 2

1'

NO WORK !
SCHEDULED !
IN THIS AREA

Min. Distance between !
exits = 21'

63
'-
0"

1/
3 L

on
ge

st 
Dia

go
na

l D
im

en
sio

n =
 21

'

63
'-
0"

1/
3 L

on
ge

st 
Dia

go
na

l D
im

en
sio

n =
 21

'

F.E.

F.E.

HVAC 
 Clos.

SEE FOOD SERVICE DRAWINGS FOR 
KITCHEN EQUIPMENT INFO. INCLUDES 
COMMERCIAL RANGE EXHAUST HOOD 
SYSTEM PER NFPA 96!

EXIT

EX
IT

EXIT

EXIT

EXIT

EXIT


