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Smoke Detectors in common area X X X X A
Duct installed smoke detectors X X X X S
Sprinkler flow switches X X X X A
Sprinkler tamper switch X X X S
FACP/annunciator silence button X X X X L
FACP/annunciator acknowledge button X X X
FACP/annunciator reset button X X X X L
Device Removals X X X T
Ground Faults X X X T
System wiring open X X X T
Power Loss X X X T
Back-up power loss X X X T
Communication Loss X X X T
Manual Pull Stations X X X X X A
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