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LIGHTING LEGEND
SYMBOL LABEL DESCRIPTION MANUFACTURER CATALOG NUMBER LAMPS NOTES

E1

E1 1 X 4' EXISTING
REPLACE BULBS WITH NEW
3500K FLUORESCENT

●   PROVIDE NEW  HVAC DIFFUSERS AND RETURNS AS NECESSARY FOR NEW LAYOUT

●   ADD AND ADJUST SPRINKLER LAYOUT TO NEW FLOOR PLAN LAYOUTS WITH HEADS TO MATCH EXISTING.

●   REFERR TO X-RAY INSTALLER FOR
A 2 X 2 LED COOPER LIGHTING-

METALUX
22EN-LD1-34-UNV-L835-
CD1-U 3500K LEDS

NOTES:
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SCALE: 1/4"   =    1'-0"

1 FIRST FLOOR REFLECTED CEILING PLAN
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