
REFLECTED
CEILING PLAN NOTES
A. IF REQUIRED BY LOCAL CODE, GENERAL CONTRACTOR
TO PROVIDE SEMI-RECESSED SPRINKLER HEADS WITH
POLISHED CHROME ESCUTCHEONS CENTERED IN
ACOUSTICAL CEILING TILE.  IF PENDANT HEADS ARE
REQUIRED IN GYPSUM SOFFIT OVER FRONTBAR, CONCEAL
SUPPLY PIPING WITHIN SOFFIT.  GENERAL CONTRACTOR TO
SUBMIT SPRINKLER LAYOUT TO STARBUCKS' CONSTRUCTION
MANAGER FOR APPROVAL PRIOR TO INSTALLATION.

B. GENERAL CONTRACTOR TO PROVIDE AND LOCATE
SPRINKLERS PER LOCAL CODES.  CONTACT STARBUCKS
CONSTRUCTION MANAGER IF DESIGN INTENT IS AFFECTED.

C. WHERE ACOUSTICAL CEILING MEETS WALL, PROVIDE
ANGLE WALL MOLDING FOR REVEAL. MATCH CEILING GRID
COLOR WHEN APPLICABLE.

D. LEAVE (10) ADDITIONAL RETAIL CEILING TILES, TO MATCH
RETAIL CEILING PAINT COLOR, ABOVE THE WORKROOM
CEILING AT MANAGER'S DESK FOR FUTURE USE.

E. PROVIDE GROMMET AT ALL CEILING PENETRATIONS FOR
FIXTURES OR SUPPORTS.

F. HEATING, VENTILATING, AND AIR CONDITIONING (HVAC)
SHOWN FOR DESIGN INTENT ONLY.  CONTACT PROJECT
MANAGER IF CHANGED.

G. DIFFUSERS AND RETURNS AT BACKBAR IN ACOUSTICAL
CEILING TILE TO BE CENTERED IN TILE, PAINTED TO MATCH
ADJACENT FINISHES, TYPICAL.

H. PAINT ALL HVAC DUCTS, HVAC DIFFUSERS, RECESSED
SPEAKERS AND LIGHT TRIM RINGS THE SAME COLOR AS
CEILING OR SOFFIT.  TYPICAL THROUGHOUT RETAIL
PORTION OF STORE.

J. PAINT SUBSTITUTIONS ARE NOT ALLOWED.  USE
STARBUCKS' NATIONAL ACCOUNT "COLOR CODE" WHEN
ORDERING PAINTS.  SEE SCHEDULE SHEETS FOR
SCHEDULES

K. SEE LIGHTING DESIGN PLAN FOR FIXTURE TYPES AND
LOCATION DIMENSIONS.

SHEET NOTES
1. EXISTING ACT AND GENERAL LIGHTING FIXTURES IN
CAFE AREA TO REMAIN. AS NOTED (EX).

2. EXISTING DROP SOFFIT AND EXISTING LIGHTING
FIXTURES TO REMAIN. PATCH GWB AS REQUIRED
AFTER REMOVAL OF PENDANTS.

3. INSTALL NEW FIXTURE IN CENTER OF EXISTING ACT
TILE. GC TO VERIFY EXISTING CONDITIONS IN FIELD
AND COORDINATE WITH STARBUCKS CONSTRUCTION
MANAGER. AS NOTED (N).

4. REMOVE EXISTING VINYL GRAPHIC AND ACRYLIC'S
FROM EXISTING LOGO SIGN, BOTH SIDES. PRESERVE
SIGN CASING AND HARDWARE FOR REUSE WITH NEW
VINYL GRAPHIC AND ACRYLIC. REMOVE LIGHT IN
PREPARATION FOR NEW LED FIXTURE.

5. ALIGN.

6. INSTALL NEW FIXTURE. GC TO VERIFY EXISTING
CONDITIONS IN FIELD AND COORDINATE WITH
STARBUCKS CONSTRUCTION MANAGER. AS NOTED (N).

7. EXISTING BOH ACT AND GENERAL LIGHTING
FIXTURES TO REMAIN.

8. EXISTING SPRINKLERS TO REMAIN. GC TO VERIFY
EXISTING CONDITIONS IN FIELD AND COORDINATE
WITH STARBUCKS CONSTRUCTION MANAGER.

9. EXISTING MECHANICAL TO REMAIN. GC TO VERIFY
EXISTING CONDITIONS IN FIELD AND COORDINATE
WITH STARBUCKS CONSTRUCTION MANAGER.

10. EXISTING CEILING TO REMAIN.

11. CLEAN AND MAINTAIN EXISTING ACT CEILING
FINISH. PAINT WHERE NOTED.

12. RELOCATED EXISTING FIXTURE.
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GC PROVIDED BY GENERAL CONTRACTOR
LL PROVIDED BY LANDLORD
VD PROVIDED BY VENDOR
WH PROVIDED BY STARBUCKS WAREHOUSE

NOTE: ALL RESPONSIBILITIES TO BE
CONFIRMED WITH STARBUCKS DM PRIOR
TO ORDERING / CONSTRUCTION.

EX - EXISTING LIGHTING TO REMAIN

N - NEW LIGHTING AS PER SCHEDULE

SP - EXISTING SPRINKLER
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GC to verify Existing HVAC
Equipment, lighting and sprinkler
prior to construction (with adequate
time) and coordinate with Starbucks
PM and DM as well as AOR.
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