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Indoor Unit – 15,000 Btu/hr Finished Basement

Located high on the wall.

Weight of unit is 22 lbs. Unit to be mounted to wall 

framing with 2.5" fasteners sufficient to support the 

unit.

Notes:

Home is built of traditional wood 

framing and is sufficient to support 

the additional load of the equipment 

being installed.

Indoor Unit – 1
st
 Fl. 

9,000 Btu/hr - Located in the master 

bedroom high up on the exterior wall

Weight of unit is 22 lbs. Unit to be 

mounted to wall framing with 2.5" 

fasteners sufficient to support the 

unit.

Outdoor Units

All three outdoor units will be located under the 

covered porch and will be mounted directly to the 

concrete foundation

Weight of each unit is 88 lbs. 

Indoor Unit – 15,000 Btu/hr 1
st
 Floor Living Room

Located high on the wall.

Weight of unit is 22 lbs. Unit to be mounted to wall 

framing with 2.5" fasteners sufficient to support the 

unit.
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