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389 Congress St.Rm 315 
Portland, ME 04101 
Phone: (207)874-8700 
Fax: (207)874-8716 

facsimile transmittal 

To: Mark Singelman From: Mike Nugent 

Fax: 761-9500 Date: July 12, 2002 

Phone: 761-9595 Pages: 1 

Re: 73 Roaring Brook Rd. (397  D003) CC:  

¨ Urgent ¨ For Review ¨ Please Comment þ Please Reply  

I have the following questions: 

The framing plans show 2” X 10”’s and the cross sections show 2” x 12”’s  Which is proposed? 

Do the 3046 windows  meet egress standard? 

What kind of heat system? 

What is the sheathing used in the walls & floors? 

Fasteners for roof system, floor system, exterior wall sheathing  

Anchors within 1 foot of comers? 

Attached is a chimney sheet that the mason must fill out and return to the owner and copy us. 

In the bomus room is there a half wall or guard around the stair opening 

Are the nosings on all stairs between  ¾” and 1 ½ “ 

Are the stairs for the Bonus room code compliant with respect to treads risers, widths and 

headroom? 

All Guards must have openings LESS than 4” 


