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NOTE:
1. SEE SHEET E-001 FOR LEGEND AND GENERAL NOTES.
, ' - R
KEYED NOTE:
(1) REMOVE EXISTING TRANSFORMER.
(2) REMOVE EXISTING PANELBOARD. SAVE EXISTING BREAKERS FOR -
OWNER. .
(3) REMOVE LIGHTING CONTROL CABINET AND SAVE FOR OWNER.
{4) REMOVE TIMECLOCK AND SAVE FOR OWNER. | Ir
(5) REMOVE EXISTING SWITCHBOARD. SAVE EXISTING BREAKERS FOR
OWNER. | . |
(6) SAVE EXISTING SERVICE ENTRANCE CONDUIT AND CONDUCTORS FOR |
RECONNECTION UNDER NEW -WORK. | | '
(7) CONNECT EXISTING SERVICE ENTRANCE CONDUIT AND CONDUCTORS
" TO NEW SERVICE ENTRANCE ENCLOSED CIRCUIT BREAKER. SEE
ONE-LINE DIAGRAM ON SHEET E—651 FOR DETAILS. ALL NEW
CONDUIT AND CONDUCTORS TO MATCH EXISTING SIZE AND RATINGS. [N
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