
STOREFRONT SYSTEM

CONT. J-BEAD CAULK
& SEALANT

B56B56

GYP BD ON 1X
STRAPPING

FEATHER JOINT
COMPOUND TO PROVIDE
SMOOTH SURFACE

ALIGN, TYP.
BOTH SIDES

MASONRY INFILL

RAKED JOINT
W/ CAULK; TYP.

MASONRY STRAP
ANCHORS @ 16"
O.C. VERTICALLY

V.I.F.

SEE PLAN FOR WALL TYPE

A1

A501

2X WD. STUD FRAMING

5/8" PLYWOOD

AIR BARRIER

TRESPA PANELS -
INSTALL PER MFG'RS.
INSTRUCTIONS

STR'L. COLUMN -
SEE STR'.L DWGS.

J-CHANNELS

2' - 6" V.I.F.

1'
 - 

5"

HORIZONTAL RAILS

3/
8"

3/
8"

PANEL CLIP

TRESPA WALL
SYSTEM - SEE
PLANS FOR TYPE

COLUMN BEYOND

MTL. SOFFIT SYSTEM

CLOSURE CHANNEL
(BY MTL. SIDING MFGR.)

VENT SCREEN
(BY TRESPA SUPPLIER)

2X WD. SOFFIT
FRAMING

HAT CHANNELS @ 16"
O.C.

CONCRETE PAVING
BY OTHERS

STOREFRONT
SYSTEM DOOR
ALUM. THRESHOLD
SET IN FULL BED OF
SEALANT

METAL PANEL WALL
SYSTEM BEYOND

EXISTING FOUNDATION

PATCH/REPAIR
EXST. GWB AS
NECESSARY

COMPRESSIBLE FILLER

BLOCKING AS
REQUIRED

INFILL WALL W/ MATERIALS
TO MATCH EXST.

GWB

1X P.T.
STRAPPING

MTL. SIDING SYSTEM -
SEE PLAN FOR WALL TYPE

ALUMINUM
REPLACEMENT
WINDOW

ALIGN FACES, TYP.

TAPE AND FINISH
SMOOTH TO
MATCH - TYP.

WRAP AIR BARRIER
AROUND BLOCKING
SILL SEALER

SILL EXTENSIONP.LAM COUNTERTOP

SEALANT

BACKER ROD
& SEALANT

3"

PLYWOOD FILLER

PARAPET CAP -
INSTALL PER MFGR.'S
RECOMMENDATIONS

2X WD. BLOCKING

HORIZONTAL RAIL & CLIP

TRESPA PANEL

AIR BARRIER

5/8" PLYWOOD

ROOF MEMBRANE-WRAP
AROUND BLOCKING AND
LAP OVER AIR BARRIER

VERTICAL CHANNEL

WD. STUDS

ROOF SYSTEM:
EPDM ON 3/4" PLYWOOD
ON 2X6 WD. JOISTS

CANT STRIP 6"

EXISTING
EXTERIOR WALL

METAL SOFFIT PANEL
CLOSURE CHANNEL

STOREFRONT SYSTEM

EXISTING STEEL LINTEL
(ASSUMED)

METAL TRIM BEYOND

HAT CHANNELS @ 16" O.C.
ATTACHED TO 2X4 FRAMING

NEW SUSPENDED
CEILING SYSTEM

EXISTING ROOF
STRUCTURE

AIR BARRIER - LAP OVER
ROOF  MEMBRANE

HORIZONTAL RAIL & CLIP

TRESPA WALL PANEL
SYSTEM - SEE SHEET
A002 FOR WALL TYPE

WD. CANT STRIP

CONT. ROOF MEMBRANE.
RUN 12" UP WALL

NEW ROOF
SYSTEM

6"

P.T. 2x6 SILL

STR'L. FRAMING - SEE
STR'L. DWGS. FOR WALL
CONNECTION DETAILS

EXISTING WINDOW SYSTEM

CLOSURE CHANNEL
METAL WALL SYSTEM

EXISTING EXTERIOR WALL

BLOCKING AS REQ.

MTL. TRIM

GROUT HM FRAME
SOLID @ EACH SIDE

EXISTING
EXTERIOR WALL

CONT. J-BEAD &
SEALANT EA. SIDE

ANCHOR FRAME INTO
EXISTING FWALL, EACH SIDE.
DRILL HOLES INTO EXISTING
MASONRY UNITS TO RECEIVE
ANCHOR BOLTS, FILL VOIDS
WITH GROUT.

SHIM

1X STRAPPING
NEW GWB INFILL. FEATHER
JOINTS BETWEEN NEW &
EXST. ADJ. GWB

BACKER ROD
& SEALANT

2X STUD @
EXST. WALL

SILL SEALER

SEE MTL. SIDING MFGR.'S
INSTALLATION DETAILS FOR
CORNER CONDITIONS, TYP.

DOOR - SEE SCHEDULE
FOR TYPE

CORNER BEAD

1/2"

EXST. COLUMN

PTD. ALUM.
COLUMN COVER

COLUMN CLIP
SYSTEM

R 8"

AIR BARRIER

VENT SCREEN

HORIZONTAL RAIL
& CLIP

TRESPA CHANNEL

5/8" PLYWOOD

WD. STUDS ATTACHED
TO STR'L. FRAMING

P.T. 2X SILL

GRADE

CONC. PIER W/
CHAMFERED TOP
EDGE - SEE STR'L.
DWGS.

J CHANNEL

WD. STUDS

MTL. FLASHING

AIR BARRIER- LAP
OVER FLASHING

TRESPA PANEL
FASTENED DIRECTLY
TO PLYWOOD

CUTOUT IN PANEL -
SEE ELEVATIONS

5/8" PLYWOOD

TRESPA PANEL

HORIZONTAL RAIL
& CLIP

VERTICAL CHANNEL

LED FIXTURE
ATTACHED TO
PANEL. N.I.C.

2 1/4"

PARAPET CAP

MTL. PANEL SIDING
ON 7/8" MTL. FURRING
CHANNELS

EXST. WALL
CONSTRUCTION

NEW INSULATION &
EPDM ON EXST. ROOF
STRUCTURE

MTL. PANEL SIDING ON
7/8" MTL. FURRING
CHANNELS ATTACHED TO
EXST. FRAMING

CHANNEL CLOSURE TRIM
PIECES (BY MTL. SIDING MFGR.)
MTL. PANEL SOFFIT SYSTEM

EXST. WALL  & SOFFIT
CONSTRUCTION

HAT CHANNELS ATTACHED TO
EXST. SOFFIT FRAMING

6"

TRESPA WALL PANEL
SYSTEM - SEE SHEET
A002 FOR WALL TYPE

AIR BARRIER - LAP
OVER ROOF MEMBRANE

HORIZONTAL RAIL
& PANEL CLIP

WD. CANT STRIP

ROOF MEMBRANE -
RUN 12" UP WALL

AIR BARRIER

NEW ROOF SYSTEM

EXST. ROOF
STRUCTURE

VENT SCREEN (BY
TRESPA SUPPLIER)

WD. FRAMING

STR'L. FRAMING - SEE
STR'L. DWGS. FOR WALL
CONNECTION DETAILS

WRAP AIR BARRIER
AROUND BLOCKING

SEE PLAN FOR
WALL TYPE

MTL. CLOSURE PIECE

SILL EXTENSION

ALUM. REPLACEMENT
WINDOW

WOOD SURROUND

SEALANT &
BACKER ROD

SEALANT

1X STRAPPING &
GWB AS NECESSARY
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 1 1/2" = 1'-0"D4 PLAN DETAIL @ WALL CONNECT

 1 1/2" = 1'-0"A4 PLAN DETAIL @ EXT. WALL INFILL
 1 1/2" = 1'-0"A2 PLAN DETAIL - COLUMN @ ENTRY

 1 1/2" = 1'-0"B1 DETAIL - SOFFIT @ ENTRY CANOPY

 1 1/2" = 1'-0"A3 DETAIL - SILL @ EXT. STOREFRONT ENTRY
 1 1/2" = 1'-0"A5 DETAIL - REPLACEMENT WINDOW SILL

 1 1/2" = 1'-0"D1 DETAIL - PARAPET @ ENTRY CANOPY

 1 1/2" = 1'-0"B3 SECTION DETAIL - HEAD @ EXT. STOREFRONT

 1 1/2" = 1'-0"D3 DETAIL - NEW CANOPY WALL ON EXST. ROOF

 1 1/2" = 1'-0"C3 DETAIL - MTL. SIDING RETURN - TYP.

 1 1/2" = 1'-0"B4 PLAN DETAIL - DOOR JAMB @ ATM

 1 1/2" = 1'-0"D5 EXTERIOR COLUMN WRAP

 1 1/2" = 1'-0"A1 SECTION - COLUMN @ ENTRY

 1 1/2" = 1'-0"C1 DETAIL @ CANOPY CUTOUT
 1" = 1'-0"C2 PARAPET @ EXISTING CANOPY

 1 1/2" = 1'-0"B2 NEW SOFFIT @ EXISTING CANOPY

 1" = 1'-0"D2 CANOPY WALL - ROOF INTERSECTION

 1 1/2" = 1'-0"B5 JAMB @ REPLACEMENT WINDOW


