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Memorandum 

To: Dana Sturdivant/Sheridan Corp 

From: Mike Nugent/Manager of Inspection Services 

Date: 08/18/2004 

Re: 100 Kensington St. (429  G001) 

 Going through the architectural portion of the plans I want to highlight items that I’ll need good 
specific Info on: 
 

1. Please look at table 602 and make sure that your individual components comply with type 2B 
construction.  I calculated your area and this will have to be 2B at least…It’s big! 

2. Good specific information regarding fire separation assembies, their opening protectives (doors 
etc>) and any penetrations and how they will be protected. (chapter 7 1999 BOCA) 

3. Information regarding interior finished pursuant to(Chapter 8 1999 BOCA) 
4. Sprinkler and Fire alarm specs  (Chapter 9 1999 BOCA) 
5. Floor Loading info for all specific area 
6. Special inspections must include prefabricated concrete structural members (Section 1705.2) 
7. Plumbing, electrical and HVAC plans must be submitted for approval. 


