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$ TO TELEPHONE

KEEP BATTERY WIRING TERMINALS TO THE FRONT OF THE BOX.

IF THE DACT SPACE OR THE CITY/RELAY OPTION CARD IS USED, RUN 734-306

HARNESS WIRING ON THE BACK OF THE BOX TO MAINTAIN SEPARATION FROM
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CONNECT A 12 AWG COPPER GROUND WIRE FROM SAFETY GROUND
IN THE ELECTRICAL DISTRIBUTION PANEL TO THE 4009 SAFETY
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BATTERY WIRING.
SIMPLEX 4009 SERIES
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HOST IDNet CONTROL PANEL
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IF OPTIONAL SHIELDS ARE USED FOR IDNet WIRING, FOLLOW THESE
PRECAUTIONS:

1. IFIDNet WIRING CONTINUES ON TO ANOTHER DEVICE, TAPE
SHIELDS TOGETHER.

2. IFIDNet WIRING TERMINATES AT THE 4009 IDNet NAC EXTENDER,
TAPE SHIELD.

3. NEVER TERMINATE SHIELDS AT THE 4009 IDNet NAC EXTENDER

CONNECT TO 120VAC 60HZ INPUT 3A MAX.
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IMPORTANT NOTICE TO USER: By accepting or using this drawing and/or the information contained herein, the user agrees to the following terms and conditions: The electronic information in the drawing may be subject to intentional or unintentional alteration. Any use, reuse, copying modification or alteration of the information contained herein shall be at the sole risk of the user. This information may not be sold or transferred to any third party, used on other projects or additions to the project for which it was prepared, or used for completion of this project by any third party. Johnson Controls disclaims all liability for the use or

reuse of altered files by the user or any third party and such use will be a user's sole risk. User shall, to the fullest extent permitted by law, defend, indemnify, and hold Johnson Controls harmless from any and all claims for loss, damage or injury arising directly or indirectly therefrom.
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