
Bayside Village Housing  “Issued For Construction”                                                          October 24, 2007 
  

THERMOSTATS 15908-1 
 
SECTION 15908 – THERMOSTATS 

 
 

PART 1  GENERAL 
 

1.01 SECTION INCLUDES 
 
A. Thermostats. 
 
 

PART 2  PRODUCTS 
 
 

2.01 THERMOSTATS 
 
A. Low Voltage Electric Thermostats: 

1. Type:  NEMA DC 3, 24 volts. 
2. Service:  heating and cooling with switchable subbase. 
3. Covers:  None 
4. Product: White-Rodgers model 1F80-361 or equal. 

 
 

PART 3  EXECUTION 
 

3.01 EXAMINATION 
 
A. Verify conditions before starting work. 
B. Verify that systems are ready to receive work. 
C. Beginning of installation means installer accepts existing conditions. 
D. Sequence work to ensure installation of components is complementary to installation of similar 

components in other systems. 
 
E. Coordinate installation of system components with installation of mechanical systems 

equipment such as air handling units and air terminal units. 
 

3.02 INSTALLATION 
 
A. Install in accordance with manufacturer's instructions. 
B. Check and verify location of thermostats with plans and room details before installation.  

Locate 48 inches (1200 mm) above floor.     
 
 
 

END OF SECTION 
 

 


